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Current copies of the following documents are hereby made part of these 
contract documents by reference.  These documents are available on the DFCM  
web site at http://dfcm.utah.gov or are available upon request from DFCM: 
 

DFCM General Conditions dated May 25, 2005 
  DFCM Application and Certificate for Payment dated May 25, 2005 
 
 

Technical Specifications: 
Drawings: 

 
 
 
 
The Agreement and General Conditions dated May 25, 2005 have 
been updated from versions that were formally adopted and in use 
prior to this date.  The changes made to the General Conditions are 
identified in a document entitled Revisions to General Conditions 
that is available on DFCM’s web site at http://dfcm.utah.gov 
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INVITATION TO BID 

 
ONLY FIRMS PRE-QUALIFIED DURING STAGE I OF THE RFS ARE ALLOWED TO BID ON THIS PROJECT 

 
The State of Utah - Division of Facilities Construction and Management (DFCM) is requesting bids for the 
construction of the following project: 
 
LOT V PAVING IMPROVEMENTS 
UTAH VALLEY STATE COLLEGE – OREM, UTAH  
PROJECT NO:  06227790                            
 
Project Description:  Site preparation for new parking lot.  Remove existing material and install storm drain, 
lighting, landscape, concrete curb and gutter, imported fill, road base, and asphalt on approximately 190,000 sqft.   
Construction Cost Estimate:   $950,000.00. 

 

                             FIRM NAME                                                     POINT OF CONTACT                                     PHONE                                      FAX 

Consolidated Paving & Concrete  Mr. Gene Sase   (801) 622-1100  (801) 622-1103 
DRD Paving, LLC   Mr. David O. Harrison  (801) 288-1001  (801) 288-1001 
Geneva Rock Products, Inc  Mr. Albert T. Schellenberg (801) 281-7917  (801) 281-7939 
Kilgore Paving and Maintenance Mr. Jason Kilgore  (801) 364-2777  (801) 364-2722 
Miller Paving, Inc   Mr. Frank Burns  (801) 262-5922  (801) 262-3254 
Morgan Asphalt, Inc.   Mr. Thomas W. Morgan  (801) 595-0010  (801) 595-0020 
Post Asphalt Paving   Mr. Jeff Post   (801) 732-0205  (801) 732-0206 
Savage Asphalt    Mr. Ben Savage   (801) 280-4441  (801) 280-2889  
Staker and Parson Companies  Mr. Brad Hansen  (801) 731-1111  (801) 409-2687  
 
The bid documents will be available at 10:00 AM on Tuesday, May 30, 2006 in electronic format from DFCM at 
4110 State Office Building, Salt Lake City, Utah 84114, telephone (801)538-3018 and on the DFCM web page at 
http://dfcm.utah.gov.  For questions regarding this project, please contact Dan Clark, Project Manager, DFCM, at 
(801) 538-3725.  No others are to be contacted regarding this project.   
 
A MANDATORY pre-bid meeting and site visit will be held at 2:00 PM on Wednesday, May 31, 2006 at the 
project site, 800 South 1200 West in Orem, Utah.  All pre-qualified prime contractors wishing to bid on this 
project must attend this meeting. 
 
Bids must be submitted by 3:00 PM on Thursday, June 8, 2006 to DFCM, 4110 State Office Building, Salt Lake 
City, Utah 84114.  Bids will be opened and read aloud in the DFCM Conference Room, 4110 State Office 
Building, Salt Lake City, Utah.  Note:   Bids must be received at 4110 State Office Building by the specified time.  
The contractor shall comply with and require all of its subcontractors to comply with the license laws as required 
by the State of Utah. 
 
A bid bond in the amount of five percent (5%) of the bid amount, made payable to the Division of Facilities 
Construction and Management on DFCM’s bid bond form, shall accompany the bid.  
 
The Division of Facilities Construction & Management reserves the right to reject any or all bids or to waive any 
formality or technicality in any bid in the interest of the State. 
 
DIVISION OF FACILITIES CONSTRUCTION AND MANAGEMENT 
MARLA WORKMAN, CONTRACT COORDINATOR 
4110 State Office Bldg., Salt Lake City, Utah  84114 



DFCM Form 7b-1  052406 4

STAGE II - MULTI-STEP BIDDING PROCESS 
ONLY FIRMS PRE-QUALIFIED DURING STAGE I OF THE RFS ARE ALLOWED TO BID ON THIS PROJECT 

 
 
1. Invitational Bid Procedures   

 
The following is an overview of the invitational bid process.  More detailed information is contained throughout 
the document. Contractors are responsible for reading and complying with all information contained in this 
document. 
 

Notification:  DFCM will notify each registered pre-qualified firm (via fax or e-mail) when a project  
is ready for Construction Services and invite them to bid on the project. 
 
Description of Work:  A description of work or plans/specifications will be given to each contractor.  If 
required, the plans and specifications will be available on the DFCM web page at http://dfcm.utah.gov 
and on CDs from DFCM, at 4110 State Office Building, Salt Lake City, Utah 84114. 
 
Schedule:  The Stage II Schedule shows critical dates including the mandatory pre-bid site meeting (if 
required), the question and answer period, the bid submittal deadline, the subcontractor list submittal  
deadline, etc.  Contractors are responsible for meeting all deadlines shown on the schedule. 

 
Mandatory Pre-Bid Site Meeting:  If a firm fails to attend a pre-bid site meeting labeled “Mandatory” they 
will not be allowed to bid on the project.  At the mandatory meeting, contractors may have an opportunity 
to inspect the site, receive additional instructions and ask questions about project.  The schedule contains 
information on the date, time, and place of the mandatory pre-bid site meeting. 

 
Written Questions:  All questions must be in writing and directed to DFCM’s project manager assigned to 
this project.  No others are to be contacted regarding this project.  The schedule contains information on 
the deadline for submitting questions. 

                 
Addendum:  All clarifications from DFCM will be in writing and issued as an addendum to the RFS.  
Addenda will be posted on DFCM’s web site at http://dfcm.utah.gov.  Contractors are responsible for 
obtaining information contained in each addendum from the web site.  Addenda issued prior to the 
submittal deadline shall become part of the bidding process and must be acknowledged on the bid form.  
Failure to acknowledge addenda may result in disqualification from bidding. 

 
Submitting Bids:  Bids must be submitted to DFCM 4110 State Office Building, Salt Lake City, Utah  
84114 by the deadline indicated on the schedule.  Bids submitted after the deadline will not be accepted.  
Bids will be opened at DFCM on the date, time, and place indicated on the schedule. 

 
Subcontractors List:  The firm selected for the project must submit a list of all subcontractors by the  
deadline indicated on the schedule contained in this document. 

 
Pre-qualified List of Contractors:  Contractors shall remain on DFCM’s list of pre-qualified contractors 
provided:  (a) they maintain a performance rating of 4 or greater on each project, (b) they are not 
suspended for failure to comply with requirements of their contract, (c) the firm has not undergone a 
significant reorganization involving the loss of key personnel (site superintendents, project managers, 
owners, etc.) to a degree such that the firm no longer meets the pre-qualification requirements outlined in 
Stage I, (d) the financial viability of the firm has not significantly changed, and (e) the firm is not 
otherwise disqualified by DFCM.   Note:  If a contractor fails to comply with items (a) through (e) above, 
they may be removed from DFCM’s list of pre-qualified contractors following an evaluation by a review 
committee.  Contractors will be given the opportunity to address the review committee before a decision 
is made.  Pre-qualified contractors are ONLY authorized to bid on projects within the discipline that they 
were originally pre-qualified under.   
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Multi-Step Bidding Process Stage II  
Page No. 2 

 
 

2. Drawings and Specifications and Interpretations 
 
Drawings, specifications and other contract documents may be obtained as stated in the Invitation to Bid.  If any 
firm is in doubt as to the meaning or interpretation of any part of the drawings, specifications, scope of work or 
contract documents, they shall submit, in writing, a request for interpretation to the authorized DFCM 
representative by the deadline identified in the schedule.  Answers to questions and interpretations will be made 
via addenda issued by DFCM.  Neither DFCM or the designer shall be responsible for incorrect information 
obtained by contractors from sources other than the official drawings/specifications and addenda issued by 
DFCM. 
 
 
3. Product Approvals 
 
Where reference is made to one or more proprietary products in the contract documents, but restrictive descriptive 
materials of one or more manufacturer(s) is referred to in the contract documents, the products of other 
manufacturers will be accepted, provided they equal or exceed the standards set forth in the drawings and 
specifications and are compatible with the intent and purpose of the design, subject to the written approval of the 
Designer.  Such written approval must occur prior to the deadline established for the last scheduled addendum to 
be issued.  The Designer’s written approval will be included as part of the addendum issued by DFCM.  If the 
descriptive material is not restrictive, the products of other manufacturers specified will be accepted without prior 
approval provided they are compatible with the intent and purpose of the design as determined by the Designer. 
 
 
4. Addenda  

              
All clarifications from DFCM will be in writing and issued as an addendum to the RFS.  Addenda will be posted 
on DFCM’s web site at http://dfcm.utah.gov.  Contractors are responsible for obtaining information contained in 
each addendum from the web site.  Addenda issued prior to the submittal deadline shall become part of the 
bidding process and must be acknowledged on the bid form.  Failure to acknowledge addenda shall result in 
disqualification from bidding.  DFCM shall not be responsible for incorrect information obtained by contractors 
from sources other than official addenda issued by DFCM. 
 
 
5. Financial Responsibility of Contractors, Subcontractors and Sub-subcontractors 
 
Contractors shall respond promptly to any inquiry in writing by DFCM to any concern of financial responsibility 
of the Contractor, Subcontractor or Sub-subcontractor.  Failure to respond may result in suspension from DFCM’s 
list of pre-qualified contractors. 
 
 
6. Licensure 
 
The Contractor shall comply with and require all of its Subcontractors to comply with the license laws as required 
by the State of Utah. 
 
 
7. Time is of the Essence 
 
Time is of the essence in regard to all the requirements of the contract documents. 
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Multi-Step Bidding Process Stage II  
Page No. 3 
 
 
8. Bids  
 
Before submitting a bid, each bidder shall carefully examine the contract documents; shall visit the site of the 
work; shall fully inform themselves as to all existing conditions and limitations; and shall include in the bid the 
cost of all items required by the contract documents including those added via addenda.  If the bidder observes 
that portions of the contract documents are at variance with applicable laws, building codes, rules, regulations or 
contain obvious erroneous or uncoordinated information, the bidder shall promptly notify the DFCM Project 
Manager prior to the bidding deadline.  Changes necessary to correct these issues will be made via addenda issued 
by DFCM. 
 
The bid, bearing original signatures, must be typed or handwritten in ink on the Bid Form provided in the 
procurement documents and submitted in a sealed envelope at the location specified by the Invitation to Bid prior 
to the published deadline for the submission of bids. 
 
Bid bond security, in the amount of five percent (5%) of the bid, made payable to the Division of Facilities 
Construction and Management, shall accompany bid.  THE BID BOND MUST BE ON THE BID BOND FORM 
PROVIDED IN THE PROCUREMENT DOCUMENTS IN ORDER TO BE CONSIDERED AN ACCEPTABLE 
BID. 
 
If the bid bond security is submitted on a form other than DFCM’s required bid bond form, and the bid security 
meets all other legal requirements, the bidder will be allowed to provide an acceptable bid bond by the close of 
business on the next business day following notification by DFCM of submission of a defective bid bond security.  
A cashier’s check cannot be used as a substitute for a bid bond. 
 
 
9. Listing of Subcontractors  
 
Listing of Subcontractors shall be as summarized in the “Instructions and Subcontractor’s List Form”, included as 
part of the contract documents.  The subcontractors list shall be delivered to DFCM or faxed to DFCM at 
(801)538-3677 within 24 hours of the bid opening.  Requirements for listing additional subcontractors will be 
listed in the contract documents. 
 
DFCM retains the right to audit or take other steps necessary to confirm compliance with requirements for the 
listing and changing of subcontractors.  Any contractor who is found to not be in compliance with these 
requirements may be suspended from DFCM’s list of pre-qualified contractors.   
 
 
10. Contract and Bond   
 
The Contractor's Agreement will be in the form provided in this document.  The duration of the contract shall be 
for the time indicated by the project completion deadline shown on the schedule.  The successful bidder, 
simultaneously with the execution of the Contractor’s Agreement, will be required to furnish a performance bond 
and a payment bond, both bearing original signatures, upon the forms provided in the procurement documents.  
The performance and payment bonds shall be for an amount equal to one hundred percent (100%) of the Contract 
Sum and secured from a company that meets the requirements specified in the requisite forms.  Any bonding 
requirements for Subcontractors will be specified in the Supplementary General Conditions. 
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Multi-Step Bidding Process Stage II  
Page No. 4 
 
 
11. Award of Contract 
 
The Contract will be awarded as soon as possible to the lowest, responsive and responsible bidder, based on the 
lowest combination of base bid and acceptable prioritized alternates, provided the bid is reasonable, is in the 
interests of DFCM to accept and after applying the Utah Preference Laws in U.C.A. Title 63, Chapter 56.  DFCM 
reserves the right to waive any technicalities or formalities in any bid or in the bidding.  Alternates will be 
accepted on a prioritized basis with Alternate 1 being highest priority, Alternate 2 having second priority, etc.  
Alternates will be selected in prioritized order up to the construction cost estimate. 
 
 
12. Right to Reject Bids  
 
DFCM reserves the right to reject any or all bids. 
 
 
13. Withdrawal of Bids 
 
Bids may be withdrawn on written request received from bidders within 24 hours after the bid opening if the 
contractor has made an error in preparing the bid.   
 
 
14. DFCM Contractor Performance Rating 
 
As a contractor completes each project, DFCM will evaluate project performance based on the enclosed “DFCM 
Contractor Performance Rating” form.  The ratings issued on this project may affect the firm’s “pre-qualified” 
status and their ability to obtain future work with DFCM.  
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Stage II 

PROJECT SCHEDULE 
 

PROJECT NAME:  LOT V PAVING IMPROVEMENTS   
     UTAH VALLEY STATE COLLEGE – OREM, UTAH  
DFCM PROJECT NO: 06227790 

Event Day Date Time Place 
Stage II Bidding Documents 
Available 

Tuesday May 30, 2006 10:00 AM DFCM, 4110 State Office Bldg, 
SLC, UT 

Mandatory Pre-bid Site Meeting  
 

Wednesday May 31, 2006 2:00 PM UVSC Lot V 
800 South 1200 West 
Orem, UT 

Deadline for Submitting 
Questions 

Friday June 2, 2006 4:00 PM DFCM, 4110 State Office Bldg, 
SLC, UT    danclark@utah.gov 

Final Addendum Issued 
 

Tuesday June 6, 2006 4:00 PM DFCM, 4110 State Office Bldg, 
SLC, UT or DFCM web site* 

Prime Contractors  Turn in Bid 
and Bid Bond / Bid Opening in 
DFCM Conference Room 

Thursday June 8, 2006 3:00 PM DFCM, 4110 State Office Bldg, 
SLC, UT 

Subcontractors List Due 
 

Friday June 9, 2006 3:00 PM DFCM, 4110 State Office Bldg, 
SLC, UT 

Project Completion  
Deadline 
 

Friday August 18, 2006   

 
* DFCM’s web site address is http://dfcm.utah.gov 

STATE OF UTAH - DEPARTMENT OF ADMINISTRATIVE SERVICES 
 

Division of Facilities Construction and Management 
DFCM
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BID FORM 
 
NAME OF BIDDER                                                                                     DATE                  
 
To the Division of Facilities Construction and Management 
4110 State Office Building 
Salt Lake City, Utah  84114 
 
The undersigned, responsive to the "Notice to Contractors" and in accordance with the Request for Bids for the 
LOT V PAVING IMPROVEMENTS - UTAH VALLEY STATE COLLEGE – OREM, UTAH - DFCM 
PROJECT NO. 06227790 and having examined the Contract Documents and the site of the proposed Work and 
being familiar with all of the conditions surrounding the construction of the proposed Project, including the 
availability of labor, hereby proposes to furnish all labor, materials and supplies as required for the Work in 
accordance with the Contract Documents as specified and within the time set forth and at the price stated below.  
This price is to cover all expenses incurred in performing the Work required under the Contract Documents of 
which this bid is a part: 
 
I/We acknowledge receipt of the following Addenda:           
 
Item      Approximate 
No.                Work or Materials   Quantities / Units   Unit Price      Amount 
1. Saw cut asphalt  705 LF $________ $_________ 
2. Remove/dispose of existing asphalt offsite 950  SF $________ $_________ 
3. Remove/dispose of concrete curb and gutter offsite 20  LF $________ $_________ 
4. Adjust utilities   1  LS $________ $_________ 
5. Remove/dispose of existing sod and material  1   LS $________ $_________ 
 offsite complete   
6. Clear/grub including trees, culverts, boxes, 1  LS $________ $_________ 
 complete, etc. 
7. Grading    1  LS $________ $_________ 
8. Remove/dispose of  existing fence offsite  1,775  LF $________ $_________ 
9. Furnish/install soil sterilant  196,526  SF $________ $_________ 
10. Furnish/install 2’ of compacted select fill   19,600   SF $________ $_________ 
 and ground stabilization fabric 
11. Furnish/install 12” ADS pipe  1,048  LF $________ $_________ 
12. Furnish/install concrete catch basin with  7  EACH $________ $_________ 
 grate. Curb opening 
13. Furnish/install concrete catch basin with  2  EACH $________ $_________ 
 grate.  2’x 2’ box 
14. Furnish/install 24” concrete curb and gutter 3,038   LF $________ $_________ 
 with base 
 

STATE OF UTAH - DEPARTMENT OF ADMINISTRATIVE SERVICES 
 

Division of Facilities Construction and Management 
DFCM
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BID FORM  
PAGE NO. 2 
 
Item      Approximate 
No.                Work or Materials   Quantities / Units   Unit Price      Amount 
15. Furnish/install interceptor drain  609   LF $________ $_________ 
16. Furnish/install concrete mow strip and  50  LF $________ $_________ 
 compacted base course 
17. Furnish/install 6” PVC sleeve  130 LF $________ $_________ 
18. Furnish/install 8” of compacted road base  196,526 SF $________ $_________ 
19. Furnish/install 3” of compacted asphalt   196,526 SF $________ $_________ 
20. Landscaping and irrigation improvements  1 LS $________ $_________ 
 including valves, heads, mains, boxes,  
 connections, trees, sod, topsoil, field fence complete 
21. Furnish/install paint, striping and signing   1 LS $________ $_________ 
22. Furnish/install lighting/electrical improvements 1 LS $________ $_________ 
23. Remove/dispose of existing catch box and replace 1 LS $________ $_________ 
 with new 4’x4’x7’ catch box and grate with snout 
 complete 
24. Remove existing orifice plate and furnish/install  1 LS $________ $_________ 
 new orifice plate with 6.7” diameter orifice  
 
For all work shown on the Drawings and described in the Specifications and Contract Documents, I/we agree to 
perform for the sum of: 
 
                                                                                                                    DOLLARS ($                        ) 
(In case of discrepancy, written amount shall govern) 
 
I/We guarantee that the Work will be Substantially Complete  by August 18, 2006 after receipt of the Notice to 
Proceed, should I/we be the successful bidder, and agree to pay liquidated damages in the amount of $500.00  per 
day for each day after expiration of the Contract Time as stated in Article 3 of the Contractor’s Agreement.  
 
This bid shall be good for 45 days after bid opening. 
 
Enclosed is a 5% bid bond, as required, in the sum of          
 
The undersigned Contractor's License Number for Utah is                                              .   
 
Upon receipt of notice of award of this bid, the undersigned agrees to execute the contract within ten (10) days, 
unless a shorter time is specified in Contract Documents, and deliver acceptable Performance and Payment bonds 
in the prescribed form in the amount of 100% of the Contract Sum for faithful performance of the contract.  The 
Bid Bond attached, in the amount not less than five percent (5%) of the above bid sum, shall become the property 
of the Division of Facilities Construction and Management as liquidated damages for delay and additional 
expense caused thereby in the event that the contract is not executed and/or acceptable l00% Performance and 
Payment bonds are not delivered within time set forth. 
 
Type of Organization:                                                             (Corporation, Partnership, Individual, etc.) 
 
Any request and information related to Utah Preference Laws:  ________________________________________ 
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BID FORM  
PAGE NO. 3 
 
                                   Respectfully submitted, 
 
 
      _____________________________________________ 
      Name of Bidder 
 
 
 

ADDRESS: 
 
                          _____________________________________________ 
 

_____________________________________________ 
 
 
 
                                    _____________________________________________ 
       Authorized Signature  
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BID BOND 
(Title 63, Chapter 56, U. C. A. l953, as Amended) 

 
KNOW ALL PERSONS BY THESE PRESENTS: 
 

That                                                                                                                                                               hereinafter  referred to as the 
"Principal," and                                                                                                                                  , a corporation organized and existing under 
the laws of the State of                                      , with its principal office in the City of ______________ and authorized to transact business in 
this State and U. S. Department of the Treasury Listed, (Circular 570, Companies Holding Certificates of Authority as Acceptable Securities on 
Federal Bonds and as Acceptable Reinsuring Companies); hereinafter referred to as the "Surety," are held and firmly bound unto the STATE OF 
UTAH, hereinafter referred to as the "Obligee," in the amount of $_____                                                   (5% of the accompanying bid), being 
the sum of this Bond to which payment the Principal and Surety bind themselves, their heirs, executors, administrators, successors and assigns, 
jointly and severally, firmly by these presents. 
 

THE CONDITION OF THIS OBLIGATION IS SUCH that whereas the Principal has submitted to Obligee the accompanying bid 
incorporated by reference herein, dated as shown, to enter into a contract in writing for the______________________________________ 
                                                                                                                                                                                                                      Project. 
 

NOW, THEREFORE, THE CONDITION OF THE ABOVE OBLIGATION IS SUCH, that if the said principal does not execute 
a contract and give bond to be approved by the Obligee for the faithful performance thereof within ten (10) days after being notified in writing 
of such contract to the principal, then the sum of the amount stated above will be forfeited to the State of Utah as liquidated damages and not as 
a penalty; if the said principal shall execute a contract and give bond to be approved by the Obligee for the faithful performance thereof within 
ten (10) days after being notified in writing of such contract to the Principal, then this obligation shall be null and void.  It is expressly 
understood and agreed that the liability of the Surety for any and all defaults of the Principal hereunder shall be the full penal sum of this Bond.  
The Surety, for value received, hereby stipulates and agrees that obligations of the Surety under this Bond shall be for a term of sixty (60) days 
from actual date of the bid opening. 
 

PROVIDED, HOWEVER, that this Bond is executed pursuant to provisions of Title 63, Chapter 56, Utah Code Annotated, 1953, as 
amended, and all liabilities on this Bond shall be determined in accordance with said provisions to  same extent as if it were copied at length 
herein. 
 

IN WITNESS WHEREOF, the above bounden parties have executed this instrument under their several seals on the date indicated 
below, the name and corporate seal of each corporate party being hereto affixed and these presents duly signed by its undersigned representative, 
pursuant to authority of its governing body. 
 
DATED this                      day of                                                 , 20                  . 
 
Principal's name and address (if other than a corporation):       Principal's name and address (if a corporation): 
 
                                                                                                                                                                                                   
 
                                                                                                                                                                                                 
 
By:                                                                                                    By:                                                                                 
 
Title:                                                                                                 Title:                                                                                
                                                                                         (Affix Corporate Seal) 
 

Surety's name and address: 
 

                                                                                          
 

                                                                                        
STATE OF                                )  
                                                   ) ss.     By:                                                                                 
COUNTY OF                            )             Attorney-in-Fact                         (Affix Corporate Seal) 

 
On this         day of                         , 20         , personally appeared before me                                                                                    , 

whose identity is personally known to me or proved to me on the basis of satisfactory evidence, and who, being by me duly sworn, did say that 
he/she is the Attorney-in-fact of the above-named Surety Company, and that he/she is duly authorized to execute the same and has complied in 
all respects with the laws of Utah in reference to becoming sole surety upon bonds, undertakings and obligations, and that he/she acknowledged 
to me that as Attorney-in-fact executed the same. 
 
Subscribed and sworn to before me this                   day of                                    , 20           . 
My Commission Expires:                                                  
Resides at:                                                                         
                                                                                         

NOTARY PUBLIC 
 
 

Approved As To Form:   May 25, 2005 
By Alan S. Bachman,  Asst Attorney General 

Agency:  _______________________________________________________ 
Agent:    _______________________________________________________ 
Address: _______________________________________________________
Phone:   _______________________________________________________
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INSTRUCTION AND SUBCONTRACTORS LIST FORM 
 

The three low bidders, as well as all other bidders that desire to be considered, are required by law to 
submit to DFCM within 24 hours of bid opening a list of ALL first-tier subcontractors, including the 
subcontractor’s name, bid amount and other information required by Building Board Rule and as stated 
in these Contract Documents, on the following basis: 
 

PROJECTS UNDER $500,000 - ALL SUBS $20,000 OR OVER MUST BE LISTED 
PROJECTS $500,000 OR MORE - ALL SUBS $35,000 OR OVER MUST BE LISTED 

 
•  Any additional subcontractors identified in the bid documents shall also be listed. 
•  The DFCM Director may not consider any bid submitted by a bidder if the bidder fails to submit a 
    subcontractor list meeting the requirements of State law.  
•  List subcontractors for base bid as well as the impact on the list that the selection of any alternate 
    may have. 
•  Bidder may not list more than one subcontractor to perform the same work. 
•  Bidder must list “Self” if performing work itself. 

 
LICENSURE: 
 
The subcontractor’s name, the type of work, the subcontractor’s bid amount, and the subcontractor's 
license number as issued by DOPL, if such license is required under Utah Law, shall be listed.  Bidder 
shall certify that all subcontractors, required to be licensed, are licensed as required by State law.  A 
subcontractor includes a trade contractor or specialty contractor and does not include suppliers who 
provide only materials, equipment, or supplies to a contractor or subcontractor. 
 
BIDDER LISTING 'SELF' AS PERFORMING THE WORK: 
 
Any bidder that is properly licensed for the particular work and intends to perform that work itself in 
lieu of a subcontractor that would otherwise be required to be on the subcontractor list, must insert the 
term ‘Self’ for that category on the subcontractor list form.  Any listing of ‘Self’ on the sublist form 
shall also include the amount allocated for that work. 
 
‘SPECIAL EXCEPTION’: 
 
A bidder may list ‘Special Exception’ in place of a subcontractor when the bidder intends to obtain a 
subcontractor to perform the work at a later date because the bidder was unable to obtain a qualified or 
reasonable bid under the provisions of U.C.A.Section 63A-5-208(4).  The bidder shall insert the term 
‘Special Exception’ for that category of work, and shall provide documentation with the subcontractor 
list describing the bidder’s efforts to obtain a bid of a qualified subcontractor at a reasonable cost and 
why the bidder was unable to obtain a qualified subcontractor bid.  The Director must find that the 
bidder complied in good faith with State law requirements for any ‘Special Exception’ designation, in 
order for the bid to be considered.  If awarded the contract, the Director shall supervise the bidder’s 
efforts to obtain a qualified subcontractor bid.  The amount of the awarded contract may not be adjusted 
to reflect the actual amount of the subcontractor’s bid.   Any listing of ‘Special Exception’ on the sublist 
form shall also include amount allocated for that work. 

STATE OF UTAH - DEPARTMENT OF ADMINISTRATIVE SERVICES 
 

Division of Facilities Construction and Management 
DFCM
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INSTRUCTIONS AND SUBCONTRACTORS LIST FORM 
Page No. 2 
 
 
GROUNDS FOR DISQUALIFICATION: 
 
The Director may not consider any bid submitted by a bidder if the bidder fails to submit a subcontractor 
list meeting the requirements of State law.  Director may withhold awarding the contract to a particular 
bidder if one or more of the proposed subcontractors are considered by the Director to be unqualified to 
do the Work or for such other reason in the best interest of the State of Utah.  Notwithstanding any other 
provision in these instructions, if there is a good faith error on the sublist form, at the sole discretion of 
the Director, the Director may provide notice to the contractor and the contractor shall have 24 hours to 
submit the correction to the Director.  If such correction is submitted timely, then the sublist 
requirements shall be considered met. 
 
CHANGES OF SUBCONTRACTORS SPECIFICALLY IDENTIFIED ON SUBLIST FORM: 
 
Subsequent to twenty-four hours after the bid opening, the contractor may change its listed 
subcontractors only after receiving written permission from the Director based on complying with all of 
the following criteria. 
 
(1) The contractor has established in writing that the change is in the best interest of the State and 

that the contractor establishes an appropriate reason for the change, which may include, but not 
is not limited to, the following reasons: the original subcontractor has failed to perform, or is not 
qualified or capable of performing, and/or the subcontractor has requested in writing to be 
released. 

(2) The circumstances related to the request for the change do not indicate any bad faith in the 
original listing of the subcontractors. 

(3) Any requirement set forth by the Director to ensure that the process used to select a new 
subcontractor does not give rise to bid shopping. 

(4) Any increase in the cost of the subject subcontractor work is borne by the contractor.   
(5) Any decrease in the cost of the subject subcontractor work shall result in a deductive change 

order being issued for the contract for such decreased amount. 
(6) The Director will give substantial weight to whether the subcontractor has consented in writing 

to being removed unless the Contractor establishes that the subcontractor is not qualified for the 
work. 

 
EXAMPLE: 
 
Example of a list where there are only four subcontractors: 
 

 
  
                TYPE OF WORK 

 
 SUBCONTRACTOR,  
  “SELF” OR “SPECIAL EXCEPTION” 

 
 SUBCONTRACTOR 
       BID AMOUNT 

 
  
  CONT. LICENSE # 

 
ELECTRICAL 

 
ABCD Electric Inc. 

 
       $350,000.00 

 
    123456789000 

 
LANDSCAPING 

 
“Self” 

 
         300,000.00 

 
    123456789000 

 
CONCRETE (ALTERNATE #1) 

 
XYZ Concrete Inc 

 
         298,000.00 

 
     987654321000 

 
MECHANICAL 

 
“Special Exception”  
             (attach documentation) 

 
Fixed at:  350,000.00 

 
 (TO BE PROVIDED 
AFTER OBTAINING 
SUBCONTRACTOR) 

 
PURSUANT TO STATE LAW - SUBCONTRACTOR BID AMOUNTS CONTAINED IN THIS  

SUBCONTRACTOR LIST SHALL NOT BE DISCLOSED UNTIL THE CONTRACT HAS BEEN AWARDED. 
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SUBCONTRACTORS LIST 

FAX TO 801-538-3677 
 
PROJECT TITLE:                                                                                                                                   
 
Caution:   You must read and comply fully with instructions. 
 

 
  
                TYPE OF WORK 

 
              SUBCONTRACTOR,  
“SELF” OR “SPECIAL EXCEPTION” 

 
 SUBCONTRACTOR 
       BID AMOUNT 

 
  
CONT. LICENSE # 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
  

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
 

 
We certify that: 
l. This list includes all subcontractors as required by the instructions, including those related to the base bid as well as any 

alternates. 
2. We have listed “Self” or “Special Exception” in accordance with the instructions. 
3. All subcontractors are appropriately licensed as required by State law. 
 

FIRM:                                                                     
 
DATE:                                                SIGNED BY:                                                            
 
NOTICE:   FAILURE TO SUBMIT THIS FORM, PROPERLY COMPLETED AND SIGNED, AS REQUIRED 
IN THESE CONTRACT DOCUMENTS, SHALL BE GROUNDS FOR DFCMS REFUSAL TO ENTER INTO 
A WRITTEN CONTRACT WITH BIDDER.  ACTION MAY BE TAKEN AGAINST BIDDERS BID BOND 
AS DEEMED APPROPRIATE BY DFCM.  ATTACH A SECOND PAGE IF NECESSARY. 

 

STATE OF UTAH - DEPARTMENT OF ADMINISTRATIVE SERVICES 
 

Division of Facilities Construction and Management 
DFCM
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FUGITIVE DUST PLAN 
 

 
 
 
 
 
The Contractor will fill out the form and file the original with the Division of Air Quality and a copy of 
the form with the Division of Facilities Construction & Management, prior to the issuance of any notice 
to proceed. 
 
The Contractor will be fully responsible for compliance with the Fugitive Dust Control Plan, including 
the adequacy of the plan, any damages, fines, liability, and penalty or other action that results from 
noncompliance. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Page 1 of 7 
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Utah Division of Air Quality 

April 20, 1999 
 
GUIDANCE THAT MUST BE CONSIDERED IN DEVELOPING AND SUBMITTING A 
DUST CONTROL PLAN FOR COMPLIANCE WITH R307-309-3,  4, 5,  6, 7 
 
Source Information: 
 
1. Name of your operation (source): provide a name if the source is a construction site. 
 
 
 
 
2.  Address or location of your operation or construction site. 
 
 
 
 
 
3. UTM coordinates or Longitude/Latitude of stationary emission points at your operation. 
 
 
 
 
 
4. Lengths of the project, if temporary (time period). 
 
 
 
 
5. Description of process (include all sources of dust and fugitive dust).  Please, if necessary, use 

additional sheets of paper for this description.  Be sure to mark it as an attachment. 
 
 
 
 
 
6. Type of material processed or disturbed. 
 
 
 
7. Amount of material processed (tons per year, tons per month, lbs./hr., and applicable units). 
 
 
 

Page 2 of 7 
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8. Destination of product (where will the material produced be used or transported, be specific, 
provide address or specific location), information needed for temporary relocation applicants. 

 
 
 
 
 
 
9. Identify the individual who is responsible for the implementation and maintenance of fugitive 

dust control measures.  List name(s), position(s) and telephone number(s). 
 
 
 
 
 
 
10. List, and attach copies of any contract lease, liability agreement with other companies that may, 

or will, be responsible for dust control on site or on the project. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Page 3 of 7 
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Description of Fugitive Dust Emission Activities 

(Things to consider in addressing fugitive dust control strategies.) 
 
 
1. Type of activities (drilling and blasting, road construction, development construction, earth 

moving and excavation, handling and hauling materials, cleaning and leveling, etc). 
 
 
 
 
2. List type of equipment generating the fugitive dust. 
 
 
 
 
3. Diagram the location of each activity or piece of equipment on site.  Please attach the diagram. 
 
 
 
 
4. Provide pictures or drawings of each activity.  Include a drawing of the unpaved/paved road 

network used to move loads “on” and “off” property. 
 
 
 
 
5. Vehicle miles travels on unpaved roads associated with the activity (average speed). 
 
 
 
 
6. Type of dust emitted at each source (coal, cement, sand, soil, clay, dust, etc.) 
 
 
 
 
7. Estimate the size of the release area at which the activity occurs (square miles).  For haul or dirt 

roads include total miles of road in use during the activity. 
 
 
 
 
 
 

Page 4 of 7 
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Description of Fugitive Dust Emission Controls on Site  

 
 
Control strategies must be designed to meet 20% opacity or less on site (a lesser opacity may be defined 
by Approval Order conditions or federal requirements such as NSPS), and control strategies must 
prevent exceeding 10% opacity from fugitive dust at the property boundary (site boundary) for 
compliance with R307-309-3. 
 
1. Types of ongoing emission controls proposed for each activity, each piece of equipment, and 

haul roads. 
 
 
 
 
 
2. Types of additional dust controls proposed for bare, exposed surfaces (chemical stabilization, 

synthetic cover, wind breaks, vegetative cover, etc). 
 
 
 
 
 
3. Method of application of dust suppressant. 
 
 
 
 
 
4. Frequency of application of dust suppressant. 
 
 
 
 
 
5. Explain what triggers the use of a special control measure other than routine measures already in 

place, such as covered loads or measures covered by a permit condition (increase in opacity, high 
winds, citizen complaints, dry conditions, etc). 

 
 
 
 
6. Explain in detail what control strategies/measures will be implemented off-hours, i.e., 

Saturdays/Sundays/Holidays, as well as 6 PM to 6 AM each day. 
 
 

Page 5 of 7 
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Description of Fugitive Dust Control Off-site 
 
Prevent, to the maximum extent possible, deposition of materials, which may create fugitive dust on 
public and private paved roads in compliance with R307-309-5, 6, 7. 
 
1. Types of emission controls initiated by your operation that are in place “off” property 

(application of water, covered loads, sweeping roads, vehicle cleaning, etc.). 
 
 
 
 
 
2. Proposed remedial controls that will be initiated promptly if materials, which may create fugitive 

dust, are deposited on public and private paved roads. 
 
 
 
 
 
 
 
 
 
 
 
 
 
Submit the Dust Control Plan to: 
 
 Executive Secretary   Phone:   (801) 536-4000 
 Utah Air Quality Board  FAX:     (801) 536-4099 
 POB 144820 
 15 North 1950 West 

Salt Lake City, Utah 84114-4820 
 
 
 
 
 
 
 
 
 
 
 

Page 6 of 7 
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Fugitive Dust Control Plan Violation Report 
 
 
When a source is found in violation of R307-309-3 or in violation of the Fugitive Dust Control Plan, the 
course must submit a report to the Executive Secretary within 15 days after receiving a Notice of 
Violation.  The report must include the following information: 
 
1. Name and address of dust source. 
 
 
2. Time and duration of dust episode. 
 
 
3. Meteorological conditions during the dust episode. 
 
 
4. Total number and type of fugitive dust activities and dust producing equipment within each 

operation boundary.  If no change has occurred from the existing dust control plan, the source 
should state that the activity/equipment is the same. 

 
 
5. Fugitive dust activities or dust producing equipment that caused a violation of R-307-309-3 or 

the sources dust control plan. 
 
 
6. Reasons for failing to control dust from the dust generating activity or equipment. 
 
 
7. New and/or additional fugitive dust control strategies necessary to achieve compliance with 

R307-309-3, 4, 5, 6, or 7. 
 
 
8. If it can not be demonstrated that the current approved Dust Control Plan can result in 

compliance with R307-309-3 through 7, the Dust Control Plan must be revised so as to 
demonstrate compliance with 307-309-3 through 7.  Within 30 days of receiving a fugitive dust 
Notice of Violation, the source must submit the revised Plan to the Executive Secretary for 
review and approval. 

 
Submit the Dust Control Plan to: 
 Executive Secretary   Phone:   (801) 536-4000 
 Utah Air Quality Board  FAX:     (801) 536-4099 
 POB 144820 
 15 North 1950 West 
 Salt Lake City, Utah 84114-4820 
 
Attachments:  DFCM Form FDR R-307-309, Rule 307-309 

Page 7 of 7 
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300/300/____/FVA/____/_____/__/_ 
Project No.  ________ 

 
 
 

CONTRACTOR'S  AGREEMENT 
 
FOR: 
 
____________________________________ 
____________________________________ 
____________________________________ 
 
THIS CONTRACTOR'S AGREEMENT, made and entered into this ____ day of _________, 20__, by 
and between the DIVISION OF FACILITIES CONSTRUCTION AND MANAGEMENT, hereinafter 
referred to as "DFCM", and ______________________________, incorporated in the State of 
___________ and authorized to do business in the State of Utah, hereinafter referred to as "Contractor", 
whose address is ________________________________. 
 
WITNESSETH:  WHEREAS, DFCM intends to have Work performed at _________________ 
_______________________________________________. 
 
WHEREAS, Contractor agrees to perform the Work for the sum stated herein. 
 
NOW, THEREFORE, DFCM and Contractor for the consideration provided in this Contractor's 
Agreement, agree as follows: 
 
ARTICLE  1.  SCOPE  OF  WORK.  The Work to be performed shall be in accordance with the 
Contract Documents prepared by _______________________________________________ and entitled 
“______________________________________________________________.” 
 
The DFCM General Conditions (“General Conditions”) dated May 25, 2005 on file at the office of 
DFCM and available on the DFCM website, are hereby incorporated by reference as part of this 
Agreement and are included in the specifications for this Project.  All terms used in this Contractor's 
Agreement shall be as defined in the Contract Documents, and in particular, the General Conditions.   
 
The Contractor Agrees to furnish labor, materials and equipment to complete the Work as required in the 
Contract Documents which are hereby incorporated by reference.  It is understood and agreed by the 
parties hereto that all Work shall be performed as required in the Contract Documents and shall be 
subject to inspection and approval of DFCM or its authorized representative.  The relationship of the 
Contractor to the DFCM hereunder is that of an independent Contractor. 
 
ARTICLE  2.  CONTRACT  SUM.  The DFCM agrees to pay and the Contractor agrees to accept in 
full performance of this Contractor's Agreement, the sum of ________________________________ 
_______________________________________ DOLLARS AND NO CENTS ($________.00), which 
is the base bid, and which sum also includes the cost of a 100% 
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CONTRACTOR'S  AGREEMENT 
PAGE NO. 2 
 
 
Performance Bond and a 100% Payment Bond as well as all insurance requirements of the Contractor.  
Said bonds have already been posted by the Contractor pursuant to State law.  The required proof of 
insurance certificates have been delivered to DFCM in accordance with the General Conditions before 
the execution of this Contractor's Agreement. 
 
ARTICLE  3.  TIME  OF  COMPLETION  AND  DELAY  REMEDY.  The Work shall be 
Substantially Complete within _________________ (___) calendar days after the date of the Notice to 
Proceed.  Contractor agrees to pay liquidated damages in the amount of $______ per day for each day 
after expiration of the Contract Time until the Contractor achieves Substantial Completion in accordance 
with the Contract Documents, if Contractor's delay makes the damages applicable.  The provision for 
liquidated damages is: (a) to compensate the DFCM for delay only; (b) is provided for herein because 
actual damages can not be readily ascertained at the time of execution of this Contractor's Agreement; 
(c) is not a penalty; and (d) shall not prevent the DFCM from maintaining Claims for other non-delay 
damages, such as costs to complete or remedy defective Work. 
 
No action shall be maintained by the Contractor, including its or Subcontractor or suppliers at any tier, 
against the DFCM or State of Utah  for damages or other claims due to losses attributable to hindrances 
or delays from any cause whatsoever, including acts and omissions of the DFCM or its officers, 
employees or agents, except as expressly provided in the General Conditions.  The Contractor may 
receive a written extension of time, signed by the DFCM, in which to complete the Work under this 
Contractor's Agreement in accordance with the General Conditions. 
 
ARTICLE  4.  CONTRACT  DOCUMENTS.  The Contract Documents consist of this Contractor's 
Agreement, the Conditions of the Contract (DFCM General Conditions, Supplementary and other 
Conditions), the Drawings, Specifications, Addenda and Modifications.  The Contract Documents shall 
also include the bidding documents, including the Notice to Contractors, Instructions to 
Bidders/Proposers and the Bid/Proposal, to the extent not in conflict therewith and other documents and 
oral presentations that are documented as an attachment to the contract. 
 
All such documents are hereby incorporated by reference herein.  Any reference in this Contractor's 
Agreement to certain provisions of the Contract Documents shall in no way be construed as to lessen the 
importance or applicability of any other provisions of the Contract Documents. 
 
ARTICLE  5.  PAYMENT.  The DFCM agrees to pay the Contractor from time to time as the Work 
progresses, but not more than once each month after the date of Notice to Proceed, and only upon 
Certificate of the A/E for Work performed during the preceding calendar month, ninety-five percent 
(95%) of the value of the labor performed and ninety-five percent (95%) of the value of materials 
furnished in place or on the site.  The Contractor agrees to furnish to the DFCM invoices for materials 
purchased and on the site but not installed, for which the  
 
 
 
 
 



DFCM Form 7b-2   052406 25

CONTRACTOR'S  AGREEMENT 
PAGE NO. 3 
 
 
Contractor requests payment and agrees to safeguard and protect such equipment or materials and is 
responsible for safekeeping thereof and if such be stolen, lost or destroyed, to replace same. 
 
Such evidence of labor performed and materials furnished as the DFCM may reasonably require shall be 
supplied by the Contractor at the time of request for Certificate of Payment on account.  Materials for 
which payment has been made cannot be removed from the job site without DFCM's written approval.  
Five percent (5%) of the earned amount shall be retained from each monthly payment.  The retainage, 
including any additional retainage imposed and the release of any retainage, shall be in accordance with 
UCA 13-8-5 as amended.  Contractor shall also comply with the requirements of UCA 13-8-5, including 
restrictions of retainage regarding subcontractors and the distribution of interest earned on the retention 
proceeds.  The DFCM shall not be responsible for enforcing the Contractor’s obligations under State law 
in fulfilling the retention law requirements with subcontractors at any tier. 
 
ARTICLE  6.  INDEBTEDNESS.  Before final payment is made, the Contractor must submit evidence 
satisfactory to the DFCM that all payrolls, materials bills, subcontracts at any tier and outstanding 
indebtedness in connection with the Work have been properly paid.  Final Payment will be made after 
receipt of said evidence, final acceptance of the Work by the DFCM as well as compliance with the 
applicable provisions of the General Conditions. 
 
Contractor shall respond immediately to any inquiry in writing by DFCM as to any concern of financial 
responsibility and DFCM reserves the right to request any waivers, releases or bonds from Contractor in 
regard to any rights of Subcontractors (including suppliers) at any tier or any third parties prior to any 
payment by DFCM to Contractor. 
 
ARTICLE  7.  ADDITIONAL  WORK.  It is understood and agreed by the parties hereto that no 
money will be paid to the Contractor for additional labor or materials furnished unless a new contract in 
writing or a Modification hereof in accordance with the General Conditions and the Contract Documents 
for such additional labor or materials has been executed.  The DFCM specifically reserves the right to 
modify or amend this Contractor's Agreement and the total sum due hereunder either by enlarging or 
restricting the scope of the Work. 
 
ARTICLE  8.  INSPECTIONS.  The Work shall be inspected for acceptance in accordance with the 
General Conditions. 
 
ARTICLE  9.  DISPUTES.  Any dispute, PRE or Claim between the parties shall be subject to the 
provisions of Article 7 of the General Conditions.  DFCM reserves all rights to pursue its rights and 
remedies as provided in the General Conditions.  
 
ARTICLE  10.  TERMINATION,  SUSPENSION  OR  ABANDONMENT.  This Contractor’s 
Agreement may be terminated, suspended or abandoned in accordance with the General Conditions. 
 
 
 
 
 



DFCM Form 7b-2   052406 26

CONTRACTOR'S  AGREEMENT 
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ARTICLE  11.  DFCM'S  RIGHT  TO  WITHHOLD  CERTAIN  AMOUNT  AND  MAKE  USE 
THEREOF.  The DFCM may withhold from payment to the Contractor such amount as, in DFCM's 
judgment, may be necessary to pay just claims against the Contractor or Subcontractor at any tier for 
labor and services rendered and materials furnished in and about the Work.  The DFCM may apply such 
withheld amounts for the payment of such claims in DFCM's discretion.  In so doing, the DFCM shall be 
deemed the agent of Contractor and payment so made by the DFCM shall be considered as payment 
made under this Contractor's Agreement by the DFCM to the Contractor.  DFCM shall not be liable to 
the Contractor for any such payment made in good faith.  Such withholdings and payments may be made 
without prior approval of the Contractor and may be also be prior to any determination as a result of any 
dispute, PRE, Claim or litigation. 
 
ARTICLE  12.  INDEMNIFICATION.  The Contractor shall comply with the indemnification 
provisions of the General Conditions.  
 
ARTICLE  13.   SUCCESSORS AND ASSIGNMENT  OF  CONTRACT.  The DFCM and 
Contractor, respectively bind themselves, their partners, successors, assigns and legal representatives to 
the other party to this Agreement, and to partners, successors, assigns and legal representatives of such 
other party with respect to all covenants, provisions, rights and responsibilities of this Contractor’s 
Agreement.   The Contractor shall not assign this Contractor’s Agreement without the prior written 
consent of the DFCM, nor shall the Contractor assign any moneys due or to become due as well as any 
rights under this Contractor’s Agreement, without prior written consent of the DFCM. 
 
ARTICLE  14.  RELATIONSHIP  OF  THE  PARTIES.  The Contractor accepts the relationship of 
trust and confidence established by this Contractor's Agreement and covenants with the DFCM to 
cooperate with the DFCM and A/E and use the Contractor's best skill, efforts and judgment in furthering 
the interest of the DFCM; to furnish efficient business administration and supervision; to make best 
efforts to furnish at all times an adequate supply of workers and materials; and to perform the Work in 
the best and most expeditious and economic manner consistent with the interests of the DFCM.  
 
ARTICLE  15.  AUTHORITY  TO  EXECUTE  AND  PERFORM  AGREEMENT.   Contractor 
and DFCM each represent that the execution of this Contractor's Agreement and the performance 
thereunder is within their respective duly authorized powers. 
 
ARTICLE  16.  ATTORNEY  FEES  AND  COSTS.  Except as otherwise provided in the dispute 
resolution provisions of the General Conditions, the prevailing party shall be entitled to reasonable 
attorney fees and costs incurred in any action in the District Court and/or appellate body to enforce this 
Contractor's Agreement or recover damages or any other action as a result of a breach thereof. 
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IN WITNESS WHEREOF, the parties hereto have executed this Contractor's Agreement on the day 
and year stated hereinabove. 
 
 
       CONTRACTOR:                              
 
              
       Signature                                 Date 
 
       Title:         
State of       _____________) 
             )                                                   
County of    _____________)    Please type/print name clearly 
 
On this ____ day of _________, 20____, personally appeared before me, __________________, 
whose identity is personally known to me (or proved to me on the basis of satisfactory evidence) and 
who by me duly sworn (or affirmed), did say that he (she) is the ________________ (title or office) of 
the firm and that said document was signed by him (her) in behalf of said firm. 
 
       _____________________________ 
       Notary Public 
(SEAL) 
       My Commission Expires _________ 
 
 
 
 
APPROVED AS TO AVAILABILITY  DIVISION OF FACILITIES 
OF FUNDS:      CONSTRUCTION AND MANAGEMENT 
 
               
Financial Manager,                      Date  ________________        Date 
Division of Facilities Construction    Manager - 
and Management     Capital ___________  
 
 
 
 
APPROVED AS TO FORM:    APPROVED FOR EXPENDITURE: 
ATTORNEY GENERAL    
May 25, 2005             
By: Alan S. Bachman     Division of Finance                                Date 
 Asst Attorney General 
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PERFORMANCE  BOND 
 (Title 63, Chapter 56, U. C. A. 1953, as Amended) 
 

That                                                                                                                                                           hereinafter referred to as the "Principal" and 
                                                                                                                               , a corporation organized and existing under the laws of the State of  
 , with its principal office in the City of                                      and authorized to transact business in this State and U. S. Department of the Treasury 
Listed (Circular 570, Companies Holding Certificates of Authority as Acceptable Securities on  Federal Bonds and as Acceptable Reinsuring Companies); 
hereinafter referred to as the "Surety," are held and firmly bound unto the State of Utah, hereinafter referred to as the "Obligee, " in the amount of    
                                                    DOLLARS ($                                        ) for the payment whereof, the 
said Principal and Surety bind themselves and their heirs, administrators, executors, successors and assigns, jointly and severally, firmly by these presents. 
 

WHEREAS, the Principal has entered into a certain written Contract  with the Obligee, dated the                   day of                                 , 20         , to 
construct                                                                                                                                                                                                                          
in the County of                                  , State of Utah, Project No.                                    , for the approximate sum of                                
                                                                                                                                                           Dollars ($                                             ), which 
Contract is hereby incorporated by reference herein. 
 

NOW, THEREFORE, the condition of this obligation is such that if the said Principal shall faithfully perform the Contract in accordance with the  
Contract Documents including, but not limited to, the Plans, Specifications and conditions   thereof, the one year performance warranty, and the terms of the  
Contract as said Contract may be subject to Modifications or changes, then this obligation shall be void; otherwise it shall remain in full force and effect.  
 

No right of action shall accrue on this bond to or for the use of any person or corporation other than the state named herein or the heirs, executors, 
administrators or successors of the Owner. 
 

The parties agree that the dispute provisions provided in the Contract Documents apply and shall constitute the sole dispute procedures of the parties. 
 

PROVIDED,  HOWEVER, that this Bond is executed pursuant to the Provisions of Title 63, Chapter 56, Utah Code Annotated, 1953, as amended, 
and all liabilities on this Bond shall be determined in accordance with said provisions to the same extent as if it were copied at length herein. 
 

IN WITNESS WHEREOF, the said Principal and Surety have signed and sealed this instrument this             day of                               ,  20           . 
 
WITNESS OR ATTESTATION: PRINCIPAL: 
 
                                                                                                                                                                                                                   
 

By:                                                                                                       
             (Seal) 

Title:                                                                                                    
 
 
WITNESS OR ATTESTATION:     SURETY: 
 
                                                                                                                                                                                                                  
 

By:                                                                                                    
       Attorney-in-Fact                                                                   (Seal) 

STATE OF                                       ) 
                                                         )   ss. 
COUNTY OF                                   ) 
 
On this               day of                                      ,  20       , personally appeared before me                                                                                                   , whose 
identity is personally known to me or proved to me on the basis of satisfactory evidence, and who, being by me duly sworn, did say that he/she is the Attorney 
in-fact of the above-named Surety Company and  that  he/she is duly authorized to execute the same and has complied in all respects with the laws of Utah  in 
reference to becoming sole surety upon bonds, undertakings and obligations, and that he/she acknowledged to me that as Attorney-in-fact executed the same. 
 
Subscribed and sworn to before me this                   day of                                                  , 20             . 
 
My commission expires:                                                         
Resides at:                                                                               ________       

NOTARY PUBLIC 
 
 
 
 

Approved As To Form:  May 25, 2005 
By Alan S. Bachman,  Asst Attorney General 

Agency:  ________________________________________________ 
Agent:    ________________________________________________ 
Address: ________________________________________________ 
Phone:    ________________________________________________ 
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PAYMENT  BOND 
 (Title 63, Chapter 56, U. C. A. l953, as Amended) 
 
KNOW ALL PERSONS BY THESE PRESENTS: 
 

That                                                                                                                      hereinafter referred to as the "Principal," and                
                                                 , a corporation organized and existing under the laws of the State  of      authorized to do business in this State 
and U. S. Department of the Treasury Listed (Circular 570, Companies Holding Certificates of Authority as Acceptable Securities on Federal Bonds and as 
Acceptable Reinsuring Companies); with its principal office in the City of   ,  hereinafter referred to as the "Surety," are held and firmly bound unto 
the State of Utah hereinafter referred to as the "Obligee," in the amount of            
Dollars ($                                        ) for the payment whereof, the said Principal and Surety bind themselves and their heirs, administrators, executors, successors 
and assigns, jointly and severally, firmly by these presents. 
 

WHEREAS, the Principal has entered into a certain written Contract with the Obligee, dated the                day of                                     , 20         ,  
to construct                
in the County of                                   , State of Utah, Project No.                                    for the approximate sum of             
                                                                                   Dollars ($                 ), which contract is hereby 
incorporated by reference herein. 
 

NOW, THEREFORE, the condition of this obligation is such that if the said Principal shall pay all claimants supplying labor or materials to Principal  
or Principal's Subcontractors in compliance with the provisions of Title 63, Chapter 56, of Utah Code Annotated, l953, as amended, and in the prosecution of the 
Work provided for in said Contract, then, this obligation shall be void; otherwise it shall remain in full force and effect.  
 

That said Surety to this Bond, for value received, hereby stipulates and agrees that no changes, extensions of time, alterations or additions to the terms  
of the Contract or to the Work to be performed thereunder, or the specifications or drawings accompanying same shall in any way affect its obligation on this Bond,  
and does hereby waive notice of any such changes, extensions of time, alterations or additions to the terms of the Contract or to the Work or to the specifications  
or drawings and agrees that they shall become part of the Contract Documents. 
 

PROVIDED, HOWEVER, that this Bond is executed pursuant to the provisions of Title 63, Chapter 56, Utah Code Annotated, 1953, as amended, and  
all liabilities on this Bond shall be determined in accordance with said provisions to the same extent as if it were copied at length herein. 
 

IN WITNESS WHEREOF, the said Principal and Surety have signed and sealed this instrument this               day of                              , 20         . 
 
WITNESS OR ATTESTATION:     PRINCIPAL: 
 
                                                                                                                                                                                                            
 

By:                                                                                                     
                                                                                 (Seal) 

Title:                                                                                                    
 
WITNESS OR ATTESTATION:     SURETY: 
 
                                                                                                                                                                                                             
 

By:                                                                                                       
STATE OF                                      )            Attorney-in-Fact                                                                (Seal) 
                                                        )  ss.  
COUNTY OF                                 ) 
 

On this                day of                                                , 20          ,  personally appeared before me             
                                                                                                                                        , whose identity is personally known to me or proved  to  me on  the basis of 
satisfactory evidence, and who, being by me duly sworn, did say that he/she is the Attorney-in-fact of the above-named Surety Company, and that he/she is duly 
authorized to execute the same and has complied in all respects with the laws of Utah in reference to becoming sole surety upon bonds, undertakings and 
obligations, and that he/she acknowledged to me that as Attorney-in-fact executed the same. 
 
Subscribed and sworn to before me this               day of                                                             ,  20            . 
 
My commission expires:                                                  
Resides at:                                                                                                                                                                         

   NOTARY PUBLIC 
 
 

Approved As To Form:  May 25, 2005 
By Alan S. Bachman,  Asst Attorney General 

 

Agency:  ________________________________________________ 
Agent:    ________________________________________________ 
Address: ________________________________________________ 
Phone:    ________________________________________________ 
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CHANGE ORDER #_________________ 
____________________________________________________________________________________________ 
 
CONTRACTOR:     AGENCY OR INSTITUTION:  
       PROJECT NAME:   
       PROJECT NUMBER:   
       CONTRACT NUMBER:   
ARCHITECT:      DATE:     
____________________________________________________________________________________________ 
 

               AMOUNT                 DAYS CONSTRUCTION 
CHANGE 
DIRECTIVE NO. 

PROPOSAL 
REQUEST 
NO.  

 
 INCREASE 

 
 DECREASE 

 
INCREASE 

 
DECREASE 

 
 

     

  
 

  
 

 
 

 
 

  
 

  
 

 
 

 
 

  
 

  
 

 
 

 
 

  
 

  
 

 
 

 
 

 
 

 
 

  
 

 
 

 
 

 
 

 
 

  
 

 
 

 
 

 
 

 
 

   

                               Amount                Days                 Date 
 
ORIGINAL CONTRACT 

   

 
TOTAL PREVIOUS CHANGE ORDERS  

   
 

 
TOTAL THIS CHANGE ORDER  

   
 

 
ADJUSTED CONTRACT 

   

 
DFCM and Contractor agree that the terms, contract sum, scope of the Work and time specified in this Change Order 
shall constitute the full accord and satisfaction, and complete adjustment to the Contract and includes all direct and 
indirect costs and effects related to, incidental to, and/or reasonably implied from such change in the contract terms, 
sum, scope of the Work and time. 
 
Contractor:                                                                                                                                          

 Date 
Architect/Engineer:                                                                                                                                            

 Date 
Agency or Institution:                                                                                                                          

 Date 
DFCM:                                                                                                                               

 Date 
Funding Verification:                                                                                                               
                                                                                                                Date 
 

Page _____ of _____page(s) 

  STATE OF UTAH - DEPARTMENT OF ADMINISTRATIVE SERVICES 
 

Division of Facilities Construction and Management 
DFCM
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CERTIFICATE  OF  SUBSTANTIAL  COMPLETION 
 
 
PROJECT                                                                                                       PROJECT NO: ___________________________ 
 
AGENCY/INSTITUTION ______________________________________________________________________________  
 
AREA ACCEPTED                
 
The Work performed under the subject Contract has been reviewed on this date and found to be Substantially Completed as 
defined in the General Conditions; including that the construction is sufficiently completed in accordance with the Contract 
Documents, as modified by any change orders agreed to by the parties, so that the State of Utah can occupy the Project or specified 
area of the Project for the use for which it is intended. 
 
The DFCM - (Owner) accepts the Project or specified area of the Project as Substantially Complete and will assume full 
possession of the Project or specified area of the Project at                      (time) on                                          (date). 
 
The DFCM accepts the Project for occupancy and agrees to assume full responsibility for maintenance and operation, including 
utilities and insurance, of the Project subject to the  itemized responsibilities and/or exceptions noted below: 
                
 
                
 
The Owner acknowledges receipt of the following closeout and transition materials: 
� Record Drawings     � O & M Manuals � Warranty Documents � Completion of Training         

Requirements 
 
A list of items to be completed or corrected (Punch List) is attached hereto.  The failure to include an item on it does not alter the 
responsibility of the Contractor to complete all the Work in accordance with the Contract Documents, including authorized 
changes thereof.  The amount of_____________. (Twice the value of the punch list work) shall be retained to assure the 
completion of the punch list work.                                                     
 
The Contractor shall complete or correct the Work on the list of (Punch List) items appended hereto within                    _
 calendar days from the above date of issuance of this Certificate.   If the list of items is not completed within the time allotted 
the Owner has the right to be compensated for the delays and/or complete the work with the help of independent contractor at the 
expense of the retained project funds.  If the retained project funds are insufficient to cover the delay/completion damages, the 
Owner shall be promptly reimbursed for the balance of the funds needed to compensate the Owner. 
 
       by:         
CONTRACTOR (include name of firm)                               (Signature)                                                           DATE 
                                                                                
       by:         
A/E  (include name of firm)                                                  (Signature)                                                           DATE 
                                                                                                                                                                                                                           
       by:         
USING INSTITUTION OR AGENCY                                (Signature)                                                           DATE 
 
       by:         
DFCM  (Owner)                                                                   (Signature)                                                            DATE 
 
4110 State Office Building, Salt Lake City, Utah  84114  cc:     Parties Noted 
telephone 801-538-3018 • facsimile 801-538-3267 • http://dfcm.utah.gov          DFCM, Director 

 

STATE OF UTAH - DEPARTMENT OF ADMINISTRATIVE SERVICES 
 

Division of Facilities Construction and Management DFCM
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SECTION 02061

SELECT AGGREGATE

PART 1 GENERAL

1.1 SECTION INCLUDES

A. Select fill materials and procedures.

1.2 RELATED SECTIONS

A. Section 02075: Geotextiles

B. Section 02511: Asphalt Paving

1.3 DEFINITIONS

A. Select fill:  Aggregate materials meeting requirements of this Section.

1.4 QUALITY ASSURANCE

A. Remove products found defective after installation and install acceptable
products at no additional cost to the State.

1.05 METHOD OF MEASUREMENT AND BASIS OF PAYMENT

A. Furnish and Install 2' of Compacted Select Fill and Ground Stabilization
Fabric.  Measurement and payment will be based upon the in-place square
footage of select fill furnished and placed and compacted to a 2' depth and
woven geotextile fabric furnished and installed in accordance with the plans and
these specifications.  Payment shall include the cost for all materials, labor,
tools, equipment, etc. to complete this work.

PART 2 PRODUCTS

2.1 STRUCTURAL FILL FOR PAVED AREAS

A. Shall be untreated natural stone

1. Shall not be lumpy or frozen.

2. Shall be free from noticeable concentrations of alkali, salt, shale, and
petroleum products, all roots, sod, limbs, and other vegetative matter,
slag, cinders, ashes and rubbish, or other material that, in the opinion of
the Engineer, is objectionable or deleterious.

3. Shall be graded within the following limits: Use the following gradations:
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TABLE  2

Paved Area Select Fill

Sieve Size Percent passing

4"
2"

3/4"
#4

#10
#40

#200

100
70-95
45-95
28-75
20-62
5-40
0-15

PART 3 EXECUTION

3.1 INSTALLATION

A. Select Fill:

1. Overexcavate area under future pavement to a 2' depth beneath
bottom of pavement section (asphalt and roadbase).

2. Place woven ground stabilization geotextile fabric in accordance with
manufacturers recommendations. See Section 02075 Geotextiles. 

3. Place and compact select fill in 4 - 6 inch lifts above fabric for a total
of 2' of compacted select fill.

4. Compact backfill material in 6 inch layers to a 96 percent density
when placing the fill under paved areas.

END OF SECTION
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SECTION 02075

GEOTEXTILES

PART 1 GENERAL 

1.1 SECTION INCLUDES

A. Materials and procedures for installing geotextiles of the type(s) shown on the
drawings, and at other locations as directed by the Engineer.

1.2 RELATED SECTIONS

A. Section 02061: Select Aggregate

1.3 REFERENCES

A. AASHTO M 288: Geotextile Specifications for Highway Applications.

B. ASTM D 4791: Flat Particles, Elongated Particles, or Flat and Elongated
Particles in Coarse Aggregate.

1.4 SUBMITTALS

A. Submit prior to use:  Manufacturer’s certificate that each fabric complies with
requirements of this Section.

1.5 SAMPLING AND TESTING

A. Not Used

1.6 PACKAGING, SHIPPING, AND STORING

A. Protect the geotextile from direct sunlight, chemicals, mud, dirt and debris
during shipment and storage.  Replace at the Contractor’s sole expense, any
geotextile damaged or deteriorated during shipping, storage or construction.

B. Labeling and Tagging:
1. Identify each package by a tag or label securely affixed to the outside

of the roll on at least one end.
2. Provide the following required information on the tag: 

a. Name of the geotextile manufacturer
b. Brand name of the product, width, length, and package weight

of geotextile

1.7 ACCEPTANCE

A. DFCM will reject geotextile at installation if it has defects, rips, holes, flaws,
deterioration, or damage incurred during manufacture, transport, handling or
storage.

PART 2 PRODUCTS

2.1 STABILIZATION GEOTEXTILE

A. Furnish a woven geotextile material as approved by Engineer.

PART 3 EXECUTION

3.1 GENERAL
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A. Place geotextile on areas that are smooth, and free of projections or
depressions.  Do not drag the geotextile across the subgrade. 

B. Do not operate construction equipment or traffic directly on geotextile.

C. When placed for construction, cover the geotextile with indicated cover
material as soon as possible.  Do not leave uncovered for more than 5 days.

D. Place cover material on the geotextile in a manner that the geotextile is not
torn, punctured, or shifted.

E. Limit construction vehicles in size and mass so rutting in the initial layer
above the geotextile is not more than 3 inches deep, or half the layer
thickness, whichever is the lesser.  Turning of vehicles on the first layer is not
permitted.

3.2 INSTALLING STABILIZATION GEOTEXTILE FABRIC

A. Install Stabilization Geotextile under all structural fill as required by the
drawings and specifications.

B. Unless otherwise specified, overlap the geotextile a minimum of 2 feet at all
longitudinal and transverse joints.

C. For placement on slopes, overlap each sheet over the next downhill sheet.

D. Repair:  Place patch over damaged area and extend 3 feet beyond the
perimeter of the tear or damage.

E. Place fill, beginning with the sheet(s) overlapped above subsequent sheet(s),
to hold geotextile in place.

F. Pins, usually 18 inches long, may be helpful in securing the geotextile during
installation.

END OF SECTION
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SECTION 02100

SITE PREPARATION

PART 1 GENERAL

1.01 WORK INCLUDED

A. Preparation

B. Asphaltic concrete pavement removal

C. Portland cement concrete removal

D. Disposal of waste materials

1.02  QUALITY ASSURANCE

A. Not Applicable

1.03 MEASUREMENT AND PAYMENT

A. Remove and Dispose of Existing Asphalt Off Site.  Measurement and
payment for this bid item will be based upon the in-place square footage of
asphalt surface course and base course removed and disposed of at an
approved facility off-site.  Payment shall include the cost of all labor,
materials, tools, machinery, permits, etc. to complete this work. 

B. Remove and Dispose of Concrete Curb and Gutter.  Measurement and
payment for this bid item will be based upon the in-place lineal footage of  
concrete curb and gutter removed and disposed of at an approved facility off-
site.  Payment shall include the cost of all labor, materials, tools, machinery,
permits, etc. to complete this work. 

C. Saw Cut Asphalt.  Measurement and payment shall be based upon the total
lineal footage of existing asphalt pavement saw cut to a one inch depth. 
Such payment shall include all labor, tools, equipment and material needed
to complete this work.

D. Remove and Dispose of Existing Sod and Material Off Site Complete. 
Measurement and Payment for this bid item shall be based upon the in-place
cubic yardage of sod, natural material, refuse, concrete culverts, abandoned
boxes, etc, excavated, removed and disposed of off site.  Such payment shall
include the cost of all labor, materials, tools, machinery, permits, etc. to
complete this work.

E. Furnish and Install Soil Stearilent.  Measurement and payment for this bid
item will be based upon the in-place square footage of water soluble
herbicide for non-selective control of annual and perennial weeds in strict
accordance with manufacturers instructions and all laws and regulations.
Payment shall include the cost of all labor, materials, tools, machinery,
permits, etc. to complete this work. 

F. Adjust Existing Utilities.  Measurement for this bid item will not be taken. 
Payment for this bid item will be based upon the lump sum bid amount and
shall cover the cost of relocating any utility mains or services including water,
sewer, electrical, communication, fiber optic, or any other such utility that may
require relocation as part of this project including adjusting the grade of
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grates, lids, etc.  Payment shall include the cost of all labor, materials, tools,
machinery, permits, etc. to complete this work. 

G. Clear and Grubb Including Trees, Culverts, Boxes, Complete, Etc. 
Measurement for this bid item will not be taken. Payment for this bid item will
be based upon the lump sum bid amount and shall cover the cost of all
organic material, trees, shrubs, weeds, bushes, existing culverts, boxes, etc. 
removed and disposed of at an approved facility off-site.  Payment shall
include the cost of all labor, materials, tools, machinery, permits, etc. to
complete this work. 

PART 2 PRODUCTS

Not Used.

PART 3 EXECUTION

3.01 PREPARATION 

A. No clearing, demolition, or removal of any kind shall proceed until all existing
trees, improvements, etc. to be removed have been established and are
inspected and documented by the Owner.

B. Establish necessary clearing limits within the construction limits.   Mark all
trees, shrubs, structures, fences, concrete, and other improvements to be
removed. 

C. Trees, shrubs and lawn, areas to receive planting, rock outcroppings, fences,
sprinklers and other improvements that are not to be removed shall be
protected from damage or injury.  If damaged or removed, they shall be
restored or replaced in as nearly the original condition and location as is
reasonably possible.  Trees, shrubs, and improvements not to be removed
shall be marked in field by Owner and/or shown on the Drawings.

D. Give reasonable notice to Owner to permit him to salvage plants, trees,
fences, sprinklers and other improvements within the construction limits that
may be destroyed because of the work.

E. Notify all utility companies to be present if disturbing ground in the vicinity of
utilities. Contractor shall pot hole and verify the locations and bury depths of
all utilities including water, storm drain, telephone, gas and electrical before
digging.  All Utility relocations shall be done in accordance with the owners
and operators standards and requirements. 

G. Protect active utility systems adjacent to or uncovered by any excavation
during site preparation.

H. Maintain benchmarks, monuments and other reference points and
construction stakes.

3.02 ASPHALTIC CONCRETE PAVEMENT REMOVAL

A. Sawing shall be used to ensure the breakage of pavement along straight
lines.

3.03 DISPOSAL OF WASTE MATERIALS

A. Where salvage is not required as otherwise specified herein or as shown on
the drawings, dispose of all removed materials at a suitable off-site location in
accordance with applicable laws and ordinances.  
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B. No burning shall be allowed.

END OF SECTION
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SECTION 02230

BASE COURSE

PART 1 GENERAL

1.01 WORK INCLUDED

A. Subgrade preparation to lines and grades shown on the plan.

B. Place, grade and compact base and sub-base course materials.

C. Dust and surface water control.

1.02 RELATED WORK

A. Section 02511 - Asphaltic Concrete Paving

1.03 REFERENCES

A. American Society for Testing Materials (ASTM).

B. American Association of Safety and Highway Transportation Officials
(AASHTO)

1.04 METHOD OF MEASUREMENT AND BASIS FOR PAYMENT

A. Furnish and Install 8" of Compacted Road Base.  Measurement and
payment shall be based upon the total square footage of 8" of compacted
road base furnished and installed according to the plans and specifications. 
Such payment shall include all labor, tools, equipment and material needed
to complete this work.

PART 2 PRODUCTS

2.01 BASE COURSE MATERIAL

A. Road Base for Pavement Preparation:

1. Shall be untreated natural stone

2. Shall not be lumpy or frozen.

3. Shall be free from noticeable concentrations of alkali, salt, shale, and
petroleum products, all roots, sod, limbs, and other vegetative matter,
slag, cinders, ashes and rubbish, or other material that, in the opinion
of the Engineer, is objectional or deleterious.

4. Shall be graded within the following limits:

Sieve Size Percent Passing By Weight

1" 100
1/2" 70-100
No. 4 41-68
No. 16 21-41
No. 40 10-27
No. 200 4-13
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PART 3 EXECUTION

3.01 PREPARATION OF SUBGRADE

A. Prior to placing base course materials, the subgrade shall be scarified to a
depth of not less than 6", moistened or dried to optimum moisture content,
and compacted to at least 95% maximum Modified Proctor Density as
determined in accordance with ASTM D1557 (AASHTO T-180), and shall be
within 2% of optimum moisture content.

B. The subgrade shall then be proof rolled.

C. If excessively soft, loose, or disturbed soils are encountered, they shall be
removed as directed by the Engineer to a maximum depth of two feet (2') and
replaced and recompacted to 96% maximum Modified Proctor Density using
approved subgrade stabilizing material.

D. Ensure subgrade is to required lines and elevations.

3.02 PLACEMENT OF BASE COURSE

A. Protect against "pumping" moisture to surface by limiting travel on exposed
subgrade. Where it is determined by the Owner that construction vehicle
traffic (other than proof rolling) has caused subgrade instability, remove
disturbed soils and replace with sand backfill at no additional cost to the
Owner.

B. Apply water soluble herbicide for nonselective control of annual and perennial
weeds in strict accordance with manufacturers instructions and all laws and
regulations.

C. Place base course material on the prepared and accepted subgrade. The
material shall be back-dumped and spread in a uniform lift thickness.

D. Handle and spread materials in a manner that will prevent segregation of
sizes. When vibrating or other acceptable types of compaction equipment are
used, the entire course shall be compacted in 2-4" lifts.

E. When base course is constructed in more than one layer, the previously
placed layer shall be cleaned of loose and foreign matter. Upper layer of
base course shall not be less than 1-1/2", nor shall fine materials be added to
reach final grade.

F. Overstressing the subgrade soil and base course shall be avoided by utilizing
equipment in spreading and dumping that exerts only moderate pressures on
the soil.  Avoid excessive travel on lower base course lifts.  Severe rutting,
cracking or yielding is an indication of overstressing the soil. Any ruts or
cracks which develop in the base course during spreading or compacting
shall be repaired as directed at no additional cost to Owner.

G. Base course shall be compacted to no less than 95% maximum Modified
Proctor Density, as determined by ASTM D1557 (AASHTO T-180). Moisture
content shall be maintained to within 1.5% of optimum throughout placing
and compaction operations.

1. Compaction shall always be commenced along the edge of the area
to be compacted and the roller shall gradually advance toward the
center of the area to be compacted.
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2. Compaction equipment shall be operated along lines parallel or
concentric with the centerline of the road being constructed, and no
material variation therefrom will be permitted.

H. Base course shall be substantially true to line and grade as indicated on the
drawings. The surface shall be within 1/2" of required grade. Completed
thickness of base course shall be within 1/2" of indicated thickness, with
average thickness not less than that indicated. 

I. The top surface of compacted base course shall be finished by blading or
rolled with equipment designed for that purpose.

J. Temporary Graded Surface

1. When allowed by the local jurisdiction having authority, where
trenches are excavated in paved traffic lanes, the surface course may
be temporarily replaced by a surface consisting of base course
material.  The base course shall be removed and replaced with
pavement as soon as conditions permit, or as required by local
jurisdiction having authority.

2. The surface shall be maintained to provide for a smooth flow of traffic
without holes, bumps, etc., until final acceptance of the work.

3.03 DUST AND SURFACE WATER CONTROL

A. Dust control measures shall be implemented by application of water to all
work areas, storage areas, haul and access roads, or other areas affected by
work.

B. All work shall be in compliance with the Federal, State and local air pollution
standards, and not cause a hazard or nuisance to personnel and the public in
the vicinity of the work.

C. Provide and operate at least one (1) mobile tank sprinkling unit during the
contract period.

D. Other methods of dust control for haul and access roads may include
chemical treatment, light bituminous treatment or other method as approved
by the Owner.

E. Surface water shall be controlled to the extent that the areas to receive
pavement, walks or slabs are not allowed to become wet from runoff from
adjacent areas.  Surface water shall be directed away from these areas but
not directed toward adjacent property, buildings, or any improvement that
may be damaged by water.  Surface water shall not be allowed to enter
sanitary sewers.

3.04 FIELD QUALITY CONTROL

A. Testing and inspection of placed Base Course will be provided by the Owner. 
Tests provided by the Owner are as follows:

Item Type Frequency

Base Course Aggregate Sampling ASTM D75 Each day or 1
test/500 sq. yd.,
or as required.

Atterberg Limits ASTM D2419, As required
D423, and D424
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Sieve Analysis ASTM C136 As required

Bearing Ratio ASTM D1883 As required

Maximum Density ASTM D1557, As required
Method D

In-place Density ASTM D2167, As required
D2922 and D3017

B. If tests indicate that sub-base and/or base course do not meet specified
requirements, remove defective work, replace and retest at no cost to Owner.

END OF SECTION
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SECTION 02511

ASPHALTIC CONCRETE PAVING 

PART 1 GENERAL

1.01 WORK INCLUDED

A. Proof roll base course to reveal soft and yielding spots.

B. Place and compact asphaltic concrete paving.

C. Protection of newly placed pavement.

1.02 RELATED WORK

A. Section 02230 - Base Course

1.03 QUALITY ASSURANCE

A. Do not place asphaltic concrete paving when the air temperature in the shade
and/or the roadbed temperature are below 50/ F, or during rain, when the
base course surface is wet, or during other adverse weather conditions. 

B. Do not place tack coat when air temperature in the shade and the roadbed
temperature are below 50/ F, or during rain, fog, or other adverse weather
conditions.

C. All work shall be performed by experienced and qualified workmen with
equipment standard with the industry.

D. Approval by Engineer of sources of supply of materials shall be obtained prior
to delivery of materials.

E. Comply with federal, state and/or local codes and regulations.

1.04 REFERENCES

A. American Society for Testing Materials (ASTM):

1. D1557, "Tests for Moisture - Density Relationship of Soils using 10 lb
(4.5 kg) Rammer in 18 inch (457 mm) Drop".

2. D1559, "Resistance to Plastic Flow of Bituminous Mixtures Using
Marshall Apparatus".

3. D2041, "Standard Test Method for Theoretical Maximum Specific
Gravity and Density of Bituminous Paving Mixtures".

4. D2170, "Kinematic Viscosity of Asphalts (Bitumens)".

B. THE ASPHALT INSTITUTE (A.I.) Specification Series No. 2 (SS-2).

C. American Association of State Highway and Transportation Officials
(AASHTO):

1. Materials and compaction tests.
a. AASHTO T-180 
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D. State of Utah Standard Specifications for Road and Bridge Construction,
latest edition including Supplement #2.

1. Section 704.03 Asphaltic Cement.

1.05 SUBMITTALS

A. An asphaltic concrete paving mix design prepared by a certified laboratory
and materials certificates signed by material producer and Contractor,
certifying that each material item complies with, or exceeds, specified
requirements shall be submitted for review and approval at least two weeks
prior to commencement of the work.

B. Written certification of compliance for pavement marking paint.
1.06 WARRANTY

A. See General Conditions.

1.07 METHOD OF MEASUREMENT AND BASIS FOR PAYMENT

A. Furnish and Install 3" of compacted Asphalt.  Measurement sand
payment shall be based upon the square footage of actual asphalt installed
and compacted to a 3" thickness according to the plans and specifications.  
Such payment shall include all labor, tools, equipment and material needed
to complete this work.

PART 2 PRODUCTS

2.01 MATERIALS

A. Asphaltic cement:

1. Viscosity Graded original, AC-10, conforming to requirements of
ASTM D-3381 (AASHTO M-226, Table 2), and Section 704.03 - State
of Utah Standard Specifications for Road and Bridge Construction.

2. Shall not foam when heated to 350/ F.

B. Mineral aggregate:

1. Shall consist of crushed stone, crushed gravel, or crushed slag, or a
combination thereof; free of clay, silt, organic matter or other
deleterious materials.

2. Gradation shall be in accordance with the following:

a. Asphaltic concrete surface course:

Sieve Size Percent Passing
by Weight

1/2" 100
#4 55 - 85

#16 24 - 38
#50 9 - 21

#200 4 - 8
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3. Course aggregate, retained on the No. 4 sieve shall consist of clean,
hard, rough, durable and sound fragments, with not less than 50
percent of particles by weight with at least one mechanically fractured
face or clean angular face.

4. Fine aggregate passing the No. 4 sieve may be either a natural or
manufactured product.  The aggregate shall be clean, hard grained
and moderately sharp, and shall contain not more than 2 percent by
weight of vegetable matter or other deleterious substances.

5. That portion of the fine aggregate passing the No. 40 sieve shall be
nonplastic when tested in accordance with ASTM D-424.

6. The weight of minus 200 mesh material retained in the aggregate, as
determined by the difference in percent passing a No. 200 sieve by
washing and dry sieving without washing, shall not exceed 6 percent
of the total sample weight.  That portion of fine aggregate passing the
No. 200 sieve shall be determined by washing with water in
accordance with ASTM C-117.

7. The aggregate shall be of uniform density and quality and shall have a
rodded weight of not less than 100 pounds per cubic foot when tested
in accordance with ASTM C-29.

8. The aggregate shall have a percentage of wear not exceeding forty
when tested in accordance with ASTM C-131 and C-535.

9. The aggregate shall have a weighted loss not exceeding 12 percent
by weight when subject to five cycles of sodium sulfate and tested in
accordance with ASTM C-88, D-1073, and D-692.

2.02 ASPHALTIC CONCRETE PAVING MIXTURE

A. Combine mineral constituents and asphalt cement in proportions per mix
design at a central plant to produce an asphaltic concrete pavement mix.

B. The asphaltic cement shall be heated at the mixing plant to a temperature at
which it can be applied uniformly to the aggregate.

C. Coarse and fine aggregate shall be stored separately at the mixing plant in a
manner that will prevent intermingling.

D. When it is necessary to blend aggregates from one or more sources to
produce the combined gradation, each source or size of aggregate shall be
stockpiled individually.  Aggregate from the individual stockpiles shall be fed
through separate bins to the cold elevator feeders.  They shall not be blended
in the stockpile.

E. Cold aggregates shall be fed carefully to the plant so that surpluses and
shortages will not occur and cause breaks in the continuous operation.

F. The aggregate shall be dried and heated to provide a paving mixture
temperature in conformance with placing conditions, but not to exceed 163/C
(325/F).

G. The heated and dried aggregates shall not contain enough moisture to cause
the mixture to slump, the asphalt to foam, or the aggregate to segregate
during hauling and placing.
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H. The shortest mixing time consistent with satisfactory coating of the aggregate
shall be used.  The mineral aggregate shall be considered satisfactorily
coated with asphaltic cement when all of the particles passing the No. 4 sieve
and 96 percent of the particles retained on the No. 4 sieve are coated with
asphaltic cement.  The required mixing time, as determined above, shall be in
accordance with ASTM D-2489.

I. If a dryer drum mixing process is used, the mineral aggregate shall be
considered satisfactorily coated with asphaltic cement when all of the
particles passing the No. 4 sieve and 98 percent of the particles retained on
the No. 4 sieve are coated with asphaltic cement.  The moisture content of
the asphaltic cement sampled behind the laydown machine prior to
compaction shall not exceed 1 percent by weight.

2.03 TACK COAT

A. Emulsified asphalt CSS-1H or SS-1H.

2.04  SUBGRADE STABILIZING MATERIALS

A. Shall be select aggregate material as specified in Section 02061.

PART 3 EXECUTION

3.01 PREPARATION

A. Proofroll base course surface.  Replace wet, spongy, soft, uncompactable or
other unsuitable material with new base course material at no additional
cost.  Finish and compact repaired area as specified in Section 02230 - Base
Course.

B. Ensure base course surface is to required elevation.  Remove loose material
from base course surface.

C. Do not place prime coat or asphaltic concrete paving until base course
installation has been approved by the Construction Manager.

3.02 TRANSPORTING THE ASPHALTIC CONCRETE PAVEMENT

A. Transport time from the mixing plant to the job site shall not exceed 1 hour.

B. Hauling truck shall have no direct frame contact with the paver or bear down
on the paver during dumping operations.

3.03 TACK COAT

A. Prior to placing pavement, tack coat shall be applied to the vertical edges of
concrete and "cold" pavement (over 1/2 hour old) which will be in contact with
new pavement.  Tack coat shall extend 12 inches onto adjacent base course
material.  The tack coat shall be carefully applied at a rate of 0.15 gal/SY. 
Tack coat shall also be applied uniformly at the same rate to the horizontal
top surface of each lift of bituminous pavement prior to placing the next lift of
bituminous pavement to promote a bond between the two courses of
pavement.  None of the material shall penetrate into the pavement and for
this reason the application should be limited.

B. Prior to applying the material, the surface to be treated shall be swept or
flushed free of dust or other foreign material.
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C. Protect all surfaces not required to receive tack coat from any inadvertent
application.

D. The temperature range of the tack coat at the time of application shall be
such that the viscosity will be between 50 and 100 centistokes as determined
in accordance with ASTM Designation D-2170.

E. Under no circumstances shall traffic be permitted to travel over the tacked
surface.  If detours cannot be provided, restrict operation to a width that will
permit at least one-way traffic over the remaining portion of the roadbed.  If
one-way traffic is provided, the traffic shall be controlled in accordance with
governing authority.

F. After application of tack coat, sufficient time shall be given to allow for
complete separation of asphalt and water before paving operations begin. 
The tack coat shall be applied on only as many surfaces as will be paved
against in the same day.

3.04 PLACEMENT OF ASPHALTIC CONCRETE PAVEMENT

A. Place asphalt pavement to provide a compacted depth as indicated on the
plans.  Placing the pavement shall be a continuous operation.  The machine
shall spread mixture and shall strike a finish that is smooth, true to cross
section, uniform in density and texture, and free from hollows and other
irregularities.  If any irregularities occur, they shall be corrected before final
compaction of the mixture.  The paving machine shall be self-propelled,
equipped with hoppers, distributing screws, adjustable screeds and
equalizing devices, capable of spreading hot asphaltic concrete paving
mixtures without tearing, shoving or gouging, and of producing a finished
surface of specified quality.  Place inaccessible and small areas by hand.

B. Ensure joints made during paving operations are straight, clean, vertical and
free of broken or loose material.  Carefully make joints to insure a continuous
bond between old and new pavement, or between successive day's work.  A
continuous bond between adjoining work is required.

C. If more than 1/2 hour elapses between adjacent paving passes, the "cold
joint" shall have tack coat applied to the "cold" pavement prior to placing the
adjacent pass.

3.05 COMPACTION

A. Roll and compact to specified density before temperature of the mixture
drops below 180/F.

B. Compact asphalt paving course to required density, with a steelwheeled
tandem roller, steel three-wheeled roller, vibratory roller, or a pneumatic-tired
roller, weighing not less than five tons.  Start compaction as soon as
pavement will bear equipment without checking or undue displacement. 
Speed of roller shall be slow enough to avoid displacement of hot mixture,
and any displacements occurring as a result of changing the direction of the
roller, or from any other cause, shall at once be corrected by the use of rakes
and of fresh mixture where required.  Ensure each pass of roller overlaps
previous passes by at least 1/2 of the roller width to ensure smooth surface
free of roller marks.  Keep roller wheels sufficiently moist so as not to pick up
material. Rolling shall continue until roller marks are eliminated and no further
compression is possible.  The finished compacted pavement shall have a
density of 96% minimum, (no test less than 93% of the density determined in
accordance with ASTM D-2041), as determined by ASTM D1557.
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C. Leave pavement with a uniform, dense surface.

D. Perform hand tamping in areas not accessible to rolling equipment. 
Thorough compaction must be achieved, and joints between curbs, headers,
manholes and similar structures must be effectively sealed.

E. Do not allow vehicular traffic on newly paved areas until surface has cooled
to atmospheric temperature.

END OF SECTION
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SECTION 02525

NEW CONCRETE 

PART 1 GENERAL

1.01 WORK INCLUDED

A. Provide all equipment, materials, labor, tools, and transportation and other items
required to provide and install subgrade preparation, drainage course placement,
formwork, and placement and finishing of portland cement concrete curbs, gutters,
walks and drive aprons.

B. Protection of newly constructed curbs, gutters, drive aprons and walks.

C. Curing provisions.

1.02 RELATED WORK

A. Section 02230 - Base Course

B. Section 03200 - Concrete Formwork

C. Section 03300 - Cast in Place Concrete

1.03 QUALITY ASSURANCE

A. Use workmen thoroughly trained and experienced in placing and finishing the type of
work specified.

B. Comply with applicable federal, state, and local codes and regulation.

C. Comply with hot or cold weather requirements.

D. Concrete work shall be warranted against defects in materials or workmanship for a
period of two (2) years, subject to applicable laws and regulations. In no case shall the Work
be warranted for less than one (1) year.

1.04 REFERENCES

A. American Concrete Institute (ACI) 

1. Manual of Concrete Practice, 1985, Part 2:
a. ACI 305R-77- Hot Weather Concreting
b. ACI 306R-78 - Cold Weather Concreting
c. ACI 318 - Building Code Requirements

B. American Society for Testing and Materials (ASTM)

1. D1751 - Preformed Expansion Joint Fillers for Concrete Paving and Structural 
Construction

2. C150 - Portland Cement

3. C33 - Concrete Aggregates

4. C94 - Ready Mixed Concrete 
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C. American Association of State Highway and Transportation Officials (AASHTO)

D. Federal Standard (FS)

1.05 SUBMITTALS

A. Submit concrete trip tickets to Owner’s representative at the time of delivery to the
site.

B. Submit mix design in accordance with Section 03300.

C. Submit construction, expansion, and contraction joint layout plan for approval.

D. Submit manufacturers data for all products proposed.

1.06 METHOD OF MEASUREMENT AND BASIS FOR PAYMENT

A. Furnish and Install Concrete Curb and Gutter With Base.  Measurement and
payment will be based upon the in-place lineal footage of 24" wide concrete curb and
gutter installed with 4" of compacted untreated base course.  Such payment shall
include the costs of compacted road base material, fiber mesh reinforcement, and all
labor, materials, tools and equipment needed to complete this work.

1.07 DELIVERY AND HANDLING

A. Ready mixed concrete shall be delivered to the site only in such quantities as are
required for immediate use. The maximum allowable time between charging of the
material in the mixing drum and final placing shall be not more than ninety (90)
minutes when ambient temperatures are below 80/ F and not more than sixty (60)
minutes when ambient temperatures are above 80/ F.

B. Concrete which has reached initial set prior to placement, or retempered concrete is
not acceptable, shall not be used in the Work, and shall be promptly removed from the
project site.

1.08 PROJECT CONDITIONS

A. Concreting operations shall not be performed when air temperature at the project site
falls below 40/ F.

B. Concreting operations shall not be performed when air temperature at the project site
rises above 105/ F.

PART 2   PRODUCTS

2.01  CONCRETE MATERIALS AND MIXTURE

A. Shall be in accordance with Section 03300.

B. Cement shall comply with the requirements of ASTM C150, Type II.

C. Coarse Aggregate shall comply with the requirements of ASTM C33 and Section
03300 of these specifications.

D. Fine Aggregate shall comply with the requirements of ASTM C33 and Section 03300
of these specifications.

E. Admixtures shall not be allowed in portland cement concrete with the following
exceptions:
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1. Air Entraining Admixture shall comply with the requirements of ASTM C260.

F. Concrete curing compound shall comply with ASTM C309, Type II, Class A and shall 
restrict moisture loss to 0.055 gr./sq.cm when applied at a rate of 200 sq.ft./gal.

G. Mix design shall comply with Section 03300 of these specifications.

2.02 JOINT MATERIALS

A. Filler material shall be pre-formed, non-extruding resilient type conforming to the 
requirements of ASTM D544 of appropriate thickness to fill joint.

B. Joint sealant shall be polyurethane based, self leveling, one part elastomeric sealant 
complying with the requirements of FS-TT-S00230 Class A, Type I unless Type II is 
recommended for the intended application by the sealant manufacturer.

C. Select joint materials of sufficient strength, hardness and durability to withstand stiletto
heel traffic without damage or deterioration. 

2.03 REINFORCEMENT

A. Reinforcement shall comply with the requirements of Section 03100 of these
specifications.

2.04 FORMWORK

A. Formwork shall comply with the requirements of Section 03200 of these specifications.

2.05 EQUIPMENT

A. Equipment for placing concrete shall comply with the requirements of Section 03300
of these specifications.

PART 3   EXECUTION

3.01 PREPARATION

A.   Remove all wood scraps, ice, snow, frost and debris from the areas in which concrete
will be placed.  Concrete shall not be placed on frozen ground or in standing water.

B.   Thoroughly clean the areas to ensure proper placement and bonding of concrete.  

C. Thoroughly wet the forms (except in freezing weather), or oil them; remove all
standing water.

D. Thoroughly clean all transporting and handling equipment.

E. Notify the Owner at least 24 hours before placing concrete.

F. Obtain the Engineer’s approval of location of construction, expansion, or control joints
prior to the start of concrete placement.

G. Verify that reinforcement is free of loose mill scale, mud, paint, oil, grease, or other 
materials which may hinder proper bonding of concrete to reinforcement.

3.02 PLACING STEEL REINFORCEMENT
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A. Not Used

3.03 PLACING CONCRETE

A. Concrete shall be placed in accordance with the requirements of Section 03300 of
these specifications.

3.04 CURB AND GUTTER JOINTS

A. Make all joints perpendicular and straight. 

B. Joints for existing structures or paving removed or damaged as a result of the Work
shall be  replaced, matching joints in original structure as closely as possible.

C. Expansion Joints

1. Expansion joints in sidewalks shall be one half inch (½") in thickness and shall
be placed where sidewalk joins existing walks, fixed objects, and at curbs at all
handicap ramps using premolded expansion joint filler. Expansion joints shall
not be spaced greater than 50' on center. Dowel bars are not required at
expansion joints unless indicated on the drawings.

2. Expansion joints in curb and gutter shall be one half inch (½") in thickness and
shall be placed between curb and gutter and storm drain structures, at
changes in direction, or at intervals not exceeding 50' using premolded
expansion joint filler.

3. Joint sealant shall be installed over all expansion joints. Provide and install
bond breaker per the manufacturer’s recommendations.

D. Contraction Joints

1. Curb and Gutter and Waterway

a. Contraction joints shall be installed according to the approved joint plan
using steel templates not less than 1/8" nor more than 3/16" in
thickness.

b. Remove steel templates once concrete has reached initial set.
c. Curb and gutter placed by slipform methods shall have joints installed 

every 10' by cutting into fresh concrete to a depth not less than 1-1/2". 
Round such joints to provide a neat workmanlike appearance.

E. Inspect joints upon removal of forms to verify that concrete or mortar has not sealed
across the joint. Cut neatly and remove any such concrete or mortar in the joint.

3.05 HOT WEATHER CONCRETING

A. Hot weather concreting shall be performed in accordance with Section 03300 of these 
specifications.

3.06 COLD WEATHER CONCRETING

A. Cold weather concreting shall be performed in accordance with Section 03300 of
these specifications.

3.07 FINISHING
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A. Concrete surfaces shall be finished smooth and true to grade by float. The finishing
shall commence immediately after the concrete is placed and shall progress at a rate
equal to the paving operation. Any delay in excess of thirty minutes in performing the
preliminary finishing shall constitute cause for shutting down the mixing operations
until the finishing is resumed.

B. Hand methods of strike off and consolidation will only be permitted when the width of 
pavement to be constructed is less than 10 feet or at rounded intersection where the
use of machine finishing is impractical.

C. While the concrete is still plastic the entire slab surface shall be tested by the
Contractor for trueness with an accurate 10 foot straightedge. Any depressions found
shall be immediately filled with fresh concrete, struck off, reconsolidated, and finished.
High spots shall be struck off and refinished.

D. In advance of curing operations the pavement shall be textured by brooming. Owner
shall be notified 24 hours in advance of placing and brooming operations in order to
be present to review and recommend modifications to placement and finishing.

E. Finished Surface

1. The finished surface shall be true to grade and cross section, free from ruts,
humps, depressions or other irregularities. The surface shall not deviate from
line and grade by more than 1/8" in 10'. The determination of compliance with
smoothness may be made with a straightedge or string line at the option of the
Engineer. Any irregularities found shall be corrected by the Contractor using
suitable grinding or grooving tools and equipment.

2. The grinding tool shall consist of a machine equipped with cutting wheels
mounted on a horizontal shaft. The grinding action shall be conducted parallel
to the centerline.Grinding operations may be deferred, as directed by the
Engineer, whenever tearing of aggregate with the surface occurs and shall not
be resumed until the concrete has hardened sufficiently to avoid tearing.

3. The finished surface across contact joints shall not deviate from a straight line
by more than 1/8" in 12" when tested with a straightedge. The Contractor shall
take the necessary precautions to prevent slumping of the edge of the
concrete at contact joints.

4. Line and Grade Control:
a. Contractor shall establish references at suitable intervals for line and

grade control of the placing operations. 
h. Contractor shall furnish, place and maintain such supports, wire

devices and materials that may be required to provide continuous line
and grade reference controls to the placing machine, trimmers, or
paver.

3.07 CURING

A. Protect placed concrete from the effects of hot or cold weather as required under
Section 03300 of these specifications.

B. Membrane Curing Compound

1. Surfaces of newly placed or exposed concrete shall be kept moist or wet until
the curing compound is applied. The curing compound shall be applied
immediately after all patching or surface finishing has been completed.
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2. The curing compound shall be delivered to the work in ready mixed form. At
the time of use, the compound shall be in a thoroughly mixed condition with the
pigment uniformly dispersed throughout the vehicle. The compound shall not
be diluted or altered in any manner.

3. Curing compound that has become chilled to such an extent that it is too
viscous for satisfactory application shall be warmed to a temperature not
exceeding 100/ F, unless otherwise specified by the manufacturer’s
recommendations.

4. The curing compound shall be applied to the exposed surface at a uniform rate
of 1 gallon per 100 square feet, unless otherwise specified by the
manufacturer’s recommendations.

5. In the event that the application of curing compound is delayed, the application
of water spray, ponding, or soaked tarps shall be started immediately and shall
be continued until application of the compound is started or resumed. 

3.08 PROTECTION

A. Contractor shall protect the concrete against all damage and markings.

B. Erect and maintain suitable barricades and barriers to protect the finished surface.
Any sections damaged from traffic or other causes prior to final acceptance shall be
removed, replaced, or repaired to the Owner’s satisfaction at no additional expense to
the Owner.

C. Concrete surface shall be protected against pitting or damage due to rain.  

END OF SECTION
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SECTION 02720

STORM SEWAGE SYSTEMS

PART 1 GENERAL

1.01 WORK INCLUDED

A. Storm sewage piping

B. Sump Drains

1.02  RELATED WORK

A. Section 03100 - Concrete Formwork

B. Section 03200 - Concrete Reinforcement

C. Section 03300 - Cast-In-Place-Concrete

1.03 QUALITY ASSURANCE

A. Workmanship and methods employed in the handling, transportation, storage,
bedding, and laying of pipe, fittings, associated structures and accessories shall
conform to the appropriate manufacturers' recommendations and/or ASTM
recommendations. 

B. All products shall be inspected by Contractor, prior to installation, for damage.  No
damaged products will be used.

1.04 REFERENCES

A. "Manual of Standard Practices", Concrete Reinforcing Steel Institute (CRSI)

B. American Society for Testing and Materials (ASTM):

1. A-615, "Deformed and Plain Billet-Steel Bars for Concrete Reinforcement"

1.05 SUBMITTALS

A. Submit manufacturer's specifications for all products.

1.06 DELIVERY AND HANDLING

A. Load and unload pipe, fittings, and accessories in such a manner as to avoid shock or
damage.  

1.07 METHOD OF MEASUREMENT AND BASIS FOR PAYMENT

A. Furnish and Install 12" ADS Pipe.  Measurement and payment will be based upon
the in-place lineal footage of 12" ADS storm drain pipe installed and shall include all
costs associated with removing existing native material, trenching, shoring,
excavating, compacting, backfilling, etc. in accordance with the plans and
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specifications.  Such payment shall include the costs of all materials, labor, tools,
equipment, etc. to complete this work.

B. Furnish and Install Concrete Catch Basin and Grate Curb Opening. 
Measurement and payment will be based upon each curb opening concrete catch
basin and grate installed and shall include all costs associated with excavating,
shoring, forming, compacting, backfilling, etc. in accordance with the plans and
specifications.  Such payment shall include the costs of all materials, labor, tools,
equipment, etc. to complete this work.

C. Furnish and Install Concrete Catch Basin and Grate 2' x 2' Box.  Measurement
and payment will be based upon each 2' x 2' concrete catch basin and grate installed
and shall include all costs associated with excavating, shoring, forming, compacting,
backfilling, etc. in accordance with the plans and specifications.  Such payment shall
include the costs of all materials, labor, tools, equipment, etc. to complete this work.

D. Furnish and Install Interceptor Drain.  Measurement and payment will be based
upon the in-place lineal footage of Interceptor Drain installed in accordance with the
plans and specifications and shall include all costs of trenching, shoring, excavating,
compacting, backfilling, etc. in accordance with the plans and specifications.  Such
payment shall include the costs of all materials, labor, tools, equipment, etc. to
complete this work.

PART 2  PRODUCTS

2.01  INLET AND CLEANOUT BOX MATERIALS

A. Concrete, forms and reinforcement: Shall be as specified in Section 03300,
03100 and 03200, respectively.

B. Rings, Lids and Grates shall be as specified on the Drawings.

PART 3 EXECUTION

3.01 PREPARATION

A. When connections are to be made to any existing pipe, conduit, or other
improvement, the actual elevation or position of which cannot be determined
without excavation, the Contractor shall excavate for and expose the existing
improvement before laying any pipe or conduit.

3.02  PIPE INSTALLATION

A. Bedding:

1. Bedding shall be prepared in accordance with Section 02220 -
TRENCHING, BACKFILLING AND COMPACTING and as shown on the
Drawings.
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2. Lay all pipes on a firm bed, true to the line and grade, and abutt the end
and shoulder of each pipe against the other in such a manner that there
is no unevenness of any kind along the bottom half of the pipe line.

B. During all phases of pipe installation, dewater trench to prevent floating of pipe.

C. Manufacturers' Recommendations:  Perform all work in strict accordance with
the manufacturer's recommendations for the type of pipe being installed.

D. Prevent contact between the pipe and compaction equipment.  Compaction of
bedding and backfill material should generally be done in such a way so that
compaction equipment is not used directly above the pipe until sufficient
backfill has been placed to assure that such compaction equipment will not
have a damaging effect on the pipe.

3.03 INLET AND CLEANOUT BOXES

A. Formwork:  Shall be as specified in Section 03100.

B. Reinforcement:  Shall be as specified in Section 03200.

C. Cast-in-place Concrete:  Shall be as specified in Section 03300.
 

3.04 CLEANING AND FLUSHING OF STORM SEWAGE PIPING

A. Thoroughly clean all pipe lengths or units laid of all debris immediately after
laying.

B. Thoroughly clean by flushing and remove all debris from the pipeline and
drainage structures prior to acceptance of the work by the Construction
Manager.

3.05 PROTECTION

A. Protect all newly poured concrete from damage by placing barricades or
enclosures in accordance with Section 01500 - CONSTRUCTION FACILITIES
AND TEMPORARY CONTROLS.

END OF SECTION 
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SECTION  02763

PAVEMENT MARKING AND SIGNING

PART 1 GENERAL

 1.1 SUMMARY

A. Includes But Not Limited To
1.Furnish material and apply pavement and curb markings as described in

Contract Documents.

 1.2 QUALITY ASSURANCE

A. Regulatory Requirements  -  Paint handicap spaces to conform to ADA
Standards and local code requirements.

 1.3 PROJECT/SITE CONDITIONS

A. Environmental Requirements
1. Apply only on dry surfaces and during favorable weather, and when

damage by rain, fog, or condensation not anticipated.

1.4 METHOD OF MEASUREMENT AND BASIS FOR PAYMENT

A. Furnish and Install Paint Striping and Signing.  No measurement will be made
and payment shall be based upon the lump sum bid item amount.  Such
payment shall include the costs for furnishing and installing 2 coats of paint
striping and signing in accordance with all requirements listed in the plans. 
Such payment shall include the costs of all posts, bases, materials, labor,
equipment, fees, etc to complete this work.

PART 2 PRODUCTS

 2.1 MATERIAL

A. Paint
1. Non-reflectorized.

2.Types-
a. Acrylic Latex for uncured paving

] b. Alkyd or chlorinted rubber for cured paving

PART 3 EXECUTION

 3.1 PREPARATION

A. Contractor may apply paint striping immediately after installation and
compaction of asphalt.

B.Surfaces shall be fully vacuumed swept and dry and free of grease and loose
dirt particles.  Scrape and wire brush chipped or damaged paint on existing
curbs.
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C. Perform layout with chalk or lumber crayon only.

 3.2 APPLICATION

A. Site Tolerances
1. General  -  Make lines parallel, evenly spaced, and with sharply defined

edges.
2.Line Widths -

a. Plus or minus 1/4 inch variance on straight segments.
b. Plus or minus 1/2 inch variance on curved alignments.

B. Provide two coat application. 

3.3 CLEANING

A. Remove drips, overspray, improper markings, and paint material tracked by
traffic by sand blasting, wire brushing, or other method approved by Engineer
prior to performance.

END OF SECTION
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SECTION 03100

CONCRETE FORMWORK

PART 1   GENERAL

1.01 WORK INCLUDED

A. Concrete formwork for on-site cast-in-place concrete waterway, or other
improvements removed or damaged during the work.

1.02 RELATED WORK

A. Section 02525 - Concrete Waterways

B. Section 03200 - Concrete Reinforcement

C. Section 03300 - Cast-In-Place Concrete

1.03 QUALITY ASSURANCE

A. Comply with federal, state, and/or local codes and regulations.

B. All work shall be performed by experienced and qualified workmen.

1.04 METHOD OF MEASUREMENT AND BASIS FOR PAYMENT

A. No measurement will be made.

B. Payment will be included in the lump sum contract amount.

PART 2   PRODUCTS

2.01 UTILITY STRUCTURE FORM MATERIALS

A. Forms shall be of suitable material and of a type, size, shape, quality, and
strength to insure construction as designed.

B. Metal forms for exposed surfaces may be used when all bolt and rivet holes
are countersunk so that a plane, smooth surface of the desired contour is
obtained.

C. Rough lumber may be used for forming surfaces that will be covered by earth
in the finished structure.

D. Forms for all surfaces that will not be completely enclosed or hidden below the
permanent surface of the ground shall be made of surfaced lumber, or material
which will provide a surface at least equal to surfaced lumber or plywood.
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E. All lumber shall be free from knotholes, loose knots, cracks, splits, warps, or
other defects affecting the strength or appearance of the finished structure. 
Any lumber or material which becomes badly checked or warped, prior to
placing concrete, shall not be used.

PART 3   EXECUTION

3.01 PREPARATION

A. All forms shall be free of bulge and warp, and shall be cleaned thoroughly
before being used.

3.02 FORM CONSTRUCTION

 A. Forms shall be so constructed that the finished concrete shall be of the form
and dimensions shown on the plans and true to line and grade, and sufficiently
rigid to resist deflection.  Design of formwork and removal of forms and shores
are to conform to ACI 318.  The responsibility for their adequacy shall rest with
the contractor.

B. All forms shall be mortar tight and so designed and constructed that they may
be removed without injuring the concrete.

C. If, at any stage of the work, during or after placing the concrete, the forms sag
or bulge to such an extent as to allow concrete to fall below the elevation
shown on the plans, or outside the true line of the form, the concrete affected
shall be removed.  

D. No concrete may be deposited against the earth as a side form.

END OF SECTION
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SECTION 03200

CONCRETE REINFORCEMENT

PART 1   GENERAL

1.01 WORK INCLUDED

A. Placing of concrete reinforcing for cast-in-place concrete water, sanitary
sewage and storm sewage system structures.

1.02 RELATED WORK

A. Section 03100 - Concrete Formwork

B. Section 03300 - Cast-In-Place Concrete

1.03 QUALITY ASSURANCE

A. Comply with federal, state, and/or local codes and regulations.

B. All work shall be performed by experienced and qualified workmen.

1.04 REFERENCES

A. "Manual of Standard Practices", Concrete Reinforcing Steel Institute (CRSI)

B. American Society for Testing and Materials (ASTM):
1. A-615, "Deformed and Plain Billet-Steel Bars for Concrete Rein-

forcement"

1.05 METHOD OF MEASUREMENT AND BASIS OF PAYMENT

A. No measurement will be made.

B. Payment will be included in the lump sum contract amount.

PART 2   PRODUCTS

2.01 STEEL MATERIALS

A. Reinforcing steel:
1. All reinforcing bar material used for reinforcement of concrete shall be

intermediate Grade 60 steel conforming to the requirements of ASTM
A-615.

2. All rods shall be deformed and round.
3. All reinforcement shall be uncoated, free from rust, scale, form oil, etc.
4. Welded wire fabric for concrete reinforcement shall conform to ASTM

A-185.
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B. Accessories:
1. All accessories, including such items as chairs, spacers, saddles, etc.,

shall be of steel formed in such a manner and with sufficient strength to
perform the intended functions.  Chairs, spacers, saddles, etc., which
are set in contact with forms, are to be galvanized or provided with
plastic tips or coating to prevent rust spots on finish concrete surface.

C. Wire:
1. All tying steel shall not be less than 18 gage annealed iron lacing wire. 

All wire tie ends shall point away from forms.

PART 3   EXECUTION

3.01 PREPARATION

A. All reinforcement shall be free from loose mill scale, loose or thick rust, dirt,
paint, oil, or grease, and shall present a clean surface.

3.02 PLACING STEEL REINFORCEMENT

A. Reinforcing bars shall be accurately placed as shown on the plans and shall be
firmly and securely held in position in accordance with the "Manual of Standard
Practice" of the Concrete Reinforcing Steel Institute, using concrete or metal
chairs, spacers, metal hangers, supporting wires and other appropriate devices
of sufficient strength to resist crushing under full load.  Metal chairs which
extend to the surface of the concrete (except where shown on the plans) and
wooden supports, shall not be used.

B. Placing bars on layers of fresh concrete as the work progresses and adjusting
bars during the placing of concrete will not be permitted.

C. Tack welding of reinforcing bars in place shall not be allowed.

D. Splicing:
1. Splices of bars shall be made only where shown on the Drawings or as

approved by the Owner.
2. Where bars are spliced, they shall be lapped at least 30 diameters,

unless otherwise shown on the plans.
3. Splicing shall be accomplished by placing the bars in contact with each

other and wiring them together.

E. Bending reinforcement:
1. Bends and hooks in bars shall be made in the manner prescribed in the

"Manual of Standard Practice" of the Concrete Reinforcing Steel
Institute.

2. Bars shall not be bent or straightened in a manner which will injure the
material.

3. Bars with kinks or unspecified bends shall not be used.
END OF SECTION
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SECTION 03300

CAST-IN-PLACE CONCRETE

PART 1 GENERAL

1.01 WORK INCLUDED

A. Inspection

B. Preparation

C. Placing Concrete

D. Hot Weather Concreting

E. Cold Weather Concreting

F. Expansion, Contraction and Construction Joints

G. Finishing

H. Curing

I. Field Quality Control

J. Protection

1.02 RELATED WORK

A. Section 03100 - Concrete Formwork

B. Section 03200 - Concrete Reinforcement

1.03 QUALITY ASSURANCE

A. Qualifications of Workmen:
1. Use workmen thoroughly trained and experienced in placing and

finishing the types of concrete specified.

B. Comply with federal, state and local codes and regulations.

C. Comply with hot or cold weather requirements as applicable.

1.04 REFERENCES

A. The American Concrete Institute (ACI):
1. 306R, "Cold Weather Concreting"

2. 305R, "Hot Weather Concreting"
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3. 318-83, "Building Code Requirements"

B. American Society for Testing and Materials (ASTM):
1. C-150, "Portland Cement"
2. C-33, "Concrete Aggregates"
3. C-94, "Ready-Mixed Concrete"

1.05 SUBMITTALS

A. A mix design and information based on trial batch test results shall be
submitted to Owner at least two weeks prior to commencement of the work.

B. Results from a reputable independent testing laboratory showing concrete
aggregates comply with applicable sections of ASTM C-33.  Contractor shall
pay for necessary tests as directed by Engineer. A minimum of one test shall
be made on the aggregate used for the first  5 cubic yards of concrete and for
each 50 cubic yards thereafter.  Should the Engineer deem that additional
testing of aggregate is necessary, he may select samples from any of the
aggregate to be used and have these samples tested by a recognized
laboratory of his choice.  Such material shall not be used in the work until the
test reports are available.  Should the material fail to meet the specified
requirements, the aggregate will be rejected and the expense of testing shall
be borne by the Contractor.  Should the tests show the aggregate to be
satisfactory, the cost of additional testing will be borne by the Owner.

D. Submit manufacturer's information (catalog data) for all products.

1.06 DELIVERY, STORAGE AND HANDLING

A. Ready-mixed concrete:  Concrete shall be mixed only in such quantities as are
required for immediate use.  The maximum allowable time between charging of
the material in the mixing drum and final placing shall be ninety minutes for air
temperatures below 80` F and sixty minutes for temperatures above 80` F. 
Concrete not placed within these time limits, or if an initial set has developed
shall not be used.  Tempering concrete by adding water or by other means will
not be permitted.

B. Materials shall be delivered, stored, and handled so as to prevent damage by
water or inclusion of foreign materials.  Packaged materials shall be delivered
and stored in original package, marked with brand and maker's name, until
ready for use.  Packages of materials showing evidence of water or other
damage shall be rejected.  Bulk cement shall be identified by shipping and
delivery statements.

C. Cement shall not be stored longer than 4 months before usage.

1.07 WARRANTY

A. Shall be for two (2) years in accordance with applicable laws and regulation. 
See General Conditions.
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1.08 METHOD OF MEASUREMENT AND BASIS FOR PAYMENT
A. No measurement will be made.

B. Payment will be included in the lump sum contract amount.

PART 2    PRODUCTS

2.01 CONCRETE MATERIALS

A. Cement:
1. Portland cement shall be Type II, low alkali, complying with ASTM

C-150, unless otherwise specified.
2. Air-entrainment of cement is required.

B. Coarse Aggregates:
1. Coarse aggregate shall consist of gravel, crushed gravel, crushed stone,

air-cooled blast furnace slag, or crushed hydraulic-cement concrete, or a
combination thereof, conforming to the requirements of ASTM C-33.

2. The amount of deleterious substances included in the aggregate shall
not exceed the amount specified in ASTM C33.

3. Coarse aggregate size shall be graded within the following limits.

Coarse
Aggregate

Size
(Nominal)

Percent Passing (by weight)

1-1/2" 1" 3/4" 1/2" 3/8" No. 4

3/4" 100 95-100 - 25-60 - 0-10

C. Fine aggregate:
1. Fine aggregate shall consist of natural sand, manufactured sand, or a

combination thereof, conforming to the requirements of ASTM C-33.
2. Shall not be used in the work until approval by the Engineer of the tests

performed by the independent testing laboratory.
3. The amount of deleterious substances included in the aggregate shall

not exceed the amount specified in ASTM C33.
4. Fine aggregate shall be uniformly graded from coarse to fine within the

following gradation:
  Percent Passing

Sieve Size (by weight)

  3/8"         100
  No. 4     95-100
  No. 16    45-80
  No. 50    10-30
  No. 100     2-10

D. Water:
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1. Water used in washing aggregate and mixing concrete shall be of a
potable quality clean and free from oil, acid, salt, injurious amounts of
alkali, organic matter or other deleterious substances.

E. Admixtures:
1. The air-entraining admixture shall conform to ASTM Designation C-260

and be added at the mixer, not the job site.
2. Flyash shall NOT be used in concrete.
3. Use Pro Mesh Fiber Mesh additive in concrete or approved equal. 

Follow manufacturer’s recommendations.  Add approximately 1.5
pounds of additive per cubic yard of mix. Mix well and wait for a
minimum of 5 minutes before placing.

4. No other admixtures will be allowed unless approved by the Engineer.

F. Concrete curing compound:
1. Liquid membrane curing compound shall conform to all applicable

sections of ASTM C-309.

2.02 CONCRETE MIX

A. Concrete shall consist of a mixture of Portland Cement, water, fine and coarse
aggregates, and an air entraining agent.

B. The proportions of the concrete materials shall produce a mixture that will work
readily into corners and angles of forms and around reinforcing steel.  The
mixture shall have a water content which does not exceed the maximum
specified amount, and which shall have the required compressive strength.

C. The methods of measuring concrete materials shall permit proportions to be
accurately controlled and easily checked.  Measurement of materials for
ready-mixed concrete shall conform to ASTM C-94.  Engineer shall have free
access to the mixing plant at all times.

D. Concrete mix shall be as follows (unless otherwise shown or specified).  The
proportions given below are intended to give the required strength and shall be
carefully followed as to minimum quantity of cement per cubic yard of concrete
and as to water/cement ratios and more cement per cubic yare of concrete will
be required if tests indicate necessity for such increased quantity to achieve
the design strength:

Intended
Use

Coars
e

Aggre
gate

Size (-
inches

)

Min.
Cement
Content
(sacks/

CY)

Min. 28-
Day

Compre
ssive

Strength
(psi)

Min. 14-
Day

Flexural
Strength

(psi)

Slump
(inche

s)

Air 
Entrain
ment

(percent
)

Max.
Water/
Cemen
t Ratio

Concrete
Pavement,

Storm
Drain Inlet

Boxes,
Curbs &
Walks

3/4 6.5 4000 550 2.5-4.0 6.5 +/-
1%

0.45
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2.04 EQUIPMENT

A. Mixing equipment shall be subject to approval.  Mixers may be of the stationary
plant, paver, or truck mixer type.

B. Each mixer shall be equipped with a device for accurately measuring and
indicating the quantity of water entering the concrete, and the operating
mechanism shall be such that leakage will not occur when the valves are
closed.

C. Adequate equipment and facilities shall be provided for accurate measurement
and control of all materials, and for readily changing the proportions of the
material.  The batch plant shall be capable of controlling the delivery of all
material to within 1% by weight of the individual material.  If bulk cement is
used, it shall be weighed on a separate visible scale which will accurately
register the scale load at any stage of the weighing operation from zero to full
capacity.

D. Mixers shall be equipped with a device for automatically measuring and
indicating the time required for mixing, which device shall be interlocked to
prevent the discharge of concrete from the mixer before the expiration of the
mixing period.  Neither speed nor volume capacity of the mixers shall exceed
manufacturer's recommendations.  Excessive over-mixing, requiring additions
of water to preserve the required consistency, will not be permitted.

PART 3   EXECUTION

3.01 INSPECTION

A. Inspect subgrade surface and verify grade and adequacy of compaction.

B.   Correct grade and compaction deficiencies.

C. Notify the Engineer in writing of readiness to place concrete in any portion of
the work,  This notification shall be given as far in advance of the placing of
concrete as the Engineer deems necessary for him to make final inspection of
the preparations at the location of the proposed concrete placing.  All forms,
steel, screeds, anchors, ties, and inserts shall be in place before the
Contractor's notification of readiness is given to the Engineer.

D. No concrete shall be placed until forms, reinforcement, etc. has been inspected
by the Engineer.

3.02 PREPARATION

A.   Remove all water, wood scraps, ice, snow, frost and debris from the areas in
which concrete will be placed.

B.   Thoroughly clean the areas to ensure proper placement and bonding of
concrete.
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C.   Thoroughly dampen the surfaces which will come into contact with the concrete
(except in freezing weather), forms may be oiled instead; remove all standing
water.  Reinforcement shall be thoroughly cleaned of all ice and other coatings.

D. Thoroughly clean all transporting and handling equipment.

E. Erect and maintain suitable barriers to protect the finished surface.  Any
section damaged from traffic or other causes occurring prior to its official
acceptance, shall be repaired or replaced by the Contractor at his own
expenxe in a manner satisfactory to the Owner.

F. The concrete surface must not be damaged or pitted by rain, hail or snow.

G. Concrete shall not be placed until all reinforcement is securely and properly
fastened in its correct position, and until the form ties at construction joints
have been retightened, all sleeves, hangers, pipe, bolts and any other items
required to be embedded in the concrete have been placed and anchored and
the forms cleaned and coated as specified.

3.03 PLACING CONCRETE

A. Except by specific written authorization, concreting operations shall not be
continued when a descending air temperature, in the shade and away from
artificial heat, falls below 40 F, nor shall operations be resumed until ascending
air temperature, in the shade and away from artificial heat, reaches 35 F.

B. Convey concrete from mixer to place of final deposit by methods that will
prevent separation and loss of materials.
1. The free fall of concrete from the end of the spout or chute, or from a

transporting vehicle, shall not exceed 6 feet, except when beginning a
wall pour, in which case the free fall shall not exceed 2 feet.

2. When the distance through which concrete must be dropped vertically
exceeds the maximums specified above, a tremie or flexible metal spout
shall be used.  Flexible metal spouts having sufficient strength to hold
the weight of the concrete shall be composed of conical sections not
nore than 3 feet long, with the diameter of the outlet and taper of the
various sections such that the concrete will fill the outlet and be retarded
in its flow.

3. Chutes, troughs, or pipes used as aids in placing concrete shall be
arranged and used so that the ingredients of the concrete will not be
separated.  Chutes and troughs shall be of metal or metal-lined.  When
steep slopes are necessary, the chutes shall be equipped with baffle
boards or a reversed section at the outlet.  Open troughs and chutes
shall extend, if necessary, down inside the forms or through holes left in
the forms; or the ends of such chutes shall terminate in vertical
downspouts,

4. Pumping:  The equipment shall be so arranged that no vibrations result
which might damage freshly placed concrete.  Where concrete is
conveyed and placed by mechanically applied pressure, the equipment
shall be suitable in kind and adequate in capacity for the work.  The
operation of the pump shall be such that a continuous stream of
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concrete without air pockets is produced.  When pumping is completed,
the concrete remaining in the pipe line, if it is to be used, shall be
ejected in such a manner that there will be no contamination of the
concrete or separation of the ingredients.  Before and after this opera-
tion, the entire equipment shall be thoroughly cleaned.  Water shall not
be added to the concrete in the pump hopper.

C. Place concrete as dry as possible consistent with good workmanship, never
exceeding the maximum specified slump.  

D.   Place concrete at such a rate that concrete is at all times plastic and flows
readily between bare bars.  No segregation of coarse aggregate shall occur
when placing or dropping between bars.

E.   When placing is once started, carry it on as a continuous operation until
placement of the section is complete.  

F.   Do not pour a greater area at one time than can be properly finished without
checking; this is particularly important during hot or dry weather.

G. Do not use retempered concrete that has been contaminated by foreign
materials.

H. Struts, stays, and braces serving temporarily to hold the forms in correct shape
and alignment, pending the placing of concrete at their locations, shall be
removed when the concrete placing has reached the elevation and strength
rendering their service unnecessary.  These temporary members shall be
entirely removed from the forms.

I. Build into concrete any nosings, inserts, anchors, structural members, ties and
hangers required to secure abutting or adjacent materials.  Waterstops shall be
prevented from bending over or being moved out of position.

J. Unless necessary materials and equipment are readily available to adequately
protect the concrete in place, placing operations may be postponed by the
Engineer when, in the opinion of the Engineer, impending conditions may result
in rainfall or low temperatures which will impair the quality of the finished work. 
The Contractor shall pay for all delay related costs resulting from such
postponements including costs for removing and replacing damaged concrete. 
In case rainfall should occur after placing operations are started, provide ample
covering to protect the work.

K. Whenever it is necessary to continue the mixing, placing, and finishing of
concrete after daylight hours, the site of the work shall be adequately lighted so
that all operations are plainly visible.  Every effort shall be made to enable
finishing to be done in daylight.

L. Clean up all spilled concrete and washings thoroughly.  Concrete trucks shall
not be washed-out on job site.  Wash trucks at off-site location in accordance
with all applicable laws and ordinances.
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3.04 HOT WEATHER CONCRETING

A. Hot weather is defined as any combination of high air temperature, low relative
humidity, and wind velocity tending to impair the quality of fresh or hardened
concrete or otherwise resulting in

abnormal properties.  Hot weather concreting shall follow the guidelines of ACI
305R, latest edition.

B. Undesirable hot weather effects on concrete in the plastic state may include:
1. Increased water demand.
2. Increased rate of slump loss and corresponding tendency to add water

at job site.
3. Increased rate of setting resulting in greater difficulty with handling,

finishing, and curing, and increasing the possibility of cold joints.
4. Increased tendency for plastic cracking.
5. Increased difficulty in controlling entrained air content.

C. Undesirable hot weather effects on concrete in the hardened state may
include:
1. Decreased strength resulting from higher water demand and increased

temperature level.
2. Increased tendency for drying shrinkage and differential thermal

cracking.
3. Decreased durability.
4. Decreased uniformity of surface appearance.

D. Placing and curing:
1. Concrete shall be handled and transported with a minimum of

segregation and slump loss.  Concrete temperature at time of placement
shall be such that the rate of evaporation for the weather conditions
shall not cause cracking.

2. The aggregate shall be cooled by frequent spraying in such a manner as
to utilize the cooling effect of evaporation.  The placement schedule
shall be arranged, as approved, in such a manner as to provide time for
the temperature of the previously placed course to begin to recede.  The
mixing water shall be the coolest available at the site insofar as is
practicable.

3. Concrete shall be placed where it is to remain.
4. Concrete shall be placed in layers shallow enough to assure vibration

well into the layer below.
5. Surfaces exposed to the drying wind shall be covered up immediately

after finishing with polyethylene sheets and be water cured continuously
as soon as the concrete has set up.  Curing compounds, in lieu of water,
may not be used.

6. Joints shall be made on sound, clean concrete.
7. Finishing operations and their timing shall be guided only by the

readiness of the concrete for them, and nothing else.
8. Curing shall be conducted in such a manner that at no time during the

prescribed period will the concrete lack ample moisture and temperature
control.  Facilities must be ready to protect promptly all exposed
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surfaces from drying.  All work determined by Engineer to be damaged
from hot weather shall be removed and replaced at no cost to Owner.

9. All materials and workmanship required to meet the hot weather require-
ments shall be supplied at the Contractor's own expense.

3.05 COLD WEATHER CONCRETING

A. Cold weather is generally defined as a period when for more than 3 successive
days the mean daily temperature drops below 40 F.  When temperatures
above 50 F occur during more than half of any 24-hour period, the weather
should no longer be regarded as "cold".  The times and temperatures given for
various conditions and situations are not exact values and should not be used
as such.  Weather conditions are variable and common sense must be used to
protect the concrete.  Cold weather concreting shall follow the guidelines of
ACI 306R, latest edition.

B. All materials and workmanship required to meet the cold weather requirements
shall be supplied at the Contractor's own expense.
1. Preparation:

a. When specific written authorization is given to permit concreting
operations at temperatures below those specified in 3.03
PLACING CONCRETE, arrangements for covering, insulating,
housing, or heating materials and/or newly placed concrete
should be made in advance of placement and should be
adequate to achieve the temperature and moisture conditions
recommended herein in all parts of the concrete. All equipment
and materials necessary should be at the work site before the
first frosts are likely to occur, not after concrete has been placed
and its temperature begins to approach the freezing point.

2. Placement and protection:
a. During placement of concrete, tarpaulins, or other readily

movable coverings supported on horses or framework should
follow closely the placing of the concrete so that only a few feet of
concrete are exposed to outside air at any time.

b. The housing, covering, or other protection used in curing shall
remain intact at least 24 hours after artificial heating is
discontinued.

c. All concrete placed in forms shall have a temperature between 
55` and 90` after placement.  Adequate means shall be provided
for maintaining the surrounding air at 60 F for at least seventy-
two hours after placing and at no less than 40 F for an additional
four days.  All methods and equipment for heating shall be
subject to approval.  Insulating blankets shall be used when
required to maintain a satisfactory temperature during the curing
period.

d. No dependence shall be placed on salt or other chemicals for the
prevention of freezing.

e. If heating or other protective measures need to be taken to
prevent concrete from freezing, the concrete may require special
curing methods to prevent rapid drying, as described in ACI
306R-78.
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3.06 EXPANSION, CONTRACTION AND CONSTRUCTION JOINTS

A. Shall be formed and sealed as shown on the drawings or as required in indivi-
dual Specifications Sections.

3.07 FINISHING

A. Surface preparation:  Immediately after the removal of forms, all fins and
irregular projections shall be removed from surfaces, whether or not they are to
be covered with high tensile wire and shotcrete covercoats.

B. The finishing shall commence immediately after the concrete is placed.  Any
delay in excess of thirty minutes in performing the preliminary finishing shall
constitute cause for shutting down the placing operation.

C. The finished surface shall be true to grade and cross section, free from ruts,
humps, depression or other irregularities.

D. Finish Types:  Finish shall be as shown on the Drawings or as specified in
individual specification sections in accordance with the following:
1. Patched:  Remove all fins and irregular projections.  Clean form-tie

holes thoroughly, coat with suitable epoxy and fill with mortar of dry
consistency (see PART 2 - PRODUCTS).

2. Rubbed:  Use proper grout mix (see PART 2 - PRODUCTS) and point
up voids with cement mortar.  Thereafter, rub the entire surface with
said grout mix and a carborundum stone to produce a relatively smooth,
plane surface without defects and imperfections.  Surface shall be
properly cured.  Use of plaster shall not be permitted.  Upon completion
of the rubbing, the surface shall be washed thoroughly with clean water.

3. Float:  This type of finish shall be an integral finish by float after
screeding, to compact the surface evenly.  Any excess surface water
shall be removed before floating and no mortar shall be used for
leveling.

4. Steel Trowel:  After striking off the wearing course to the established
grade, it shall be compacted by rolling or tamping, and then floated with
a wood or magnesium float or power floating machine.  The surface
shall be tested with a straightedge to detect high and low spots, which
shall be eliminated.  Floating shall be followed by steel troweling after
the concrete has hardened sufficiently to prevent excess fine material
from working to the surface.  The finish shall be brought to a smooth
surface, free from defects and blemishes.  No dry cement nor mixture of
dry cement and sand shall be sprinkled directly on the surface of the
wearing course to absorb moisture or to stiffen the mix.  After the
concrete has further hardened, additional troweling may be required. 
This shall be done as may be directed by the Engineer.  Trowling shall
produce a dense, smooth, impervious surface, free from defects and
blemishes.

5. Sandblasting:  Sandblasting shall be done using a sharp silica sand. 
Exterior surfaces of concrete walls shall be sandblasted with #16 silica
sand, preferably by the dry sandblasting process before wire wrapping
may be started.  The concrete surface shall be heavily pitted, leaving no
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traces of laitance, form-oil and original surface smoothness and surface
color.  The minimum sand consumption per 100 square feet of surface
shall be 150 pounds of silica sand.  Sandblasting shall not be started
before the completion date of the curing period or before all tieholes
have been dry-packed.

6. Formed:  Immediately after the removal of forms, all fins and irregular
projections shall be removed from surfaces, whether or not they are to
be covered with high tensile wire and shotcrete covercoats.

E. Final finishing:
1. When the concrete has hardened sufficiently, the surface shall be given

a broom finish.  The broom shall be of an approved type.
2. The strokes shall be in  a transverse direction with adjacent strokes

slightly overlapped and shall be made by drawing the broom without
tearing the concrete, but so as to produce regular corrugations not over
1/8 inch in depth.

3. The surface, as thus finished, shall be free from porous spots,
irregularities, depressions, and small pockets or rough spots such as
may be caused by accidental disturbing during the final brooming of
particles of course aggregate embedded near the surface.

3.09 CURING

A. Protect the concrete from the effects of weather in accordance with HOT
WEATHER CONCRETING AND COLD WEATHER CONCRETING in this
section.

B. Water for curing shall be as specified in PART 2 - PRODUCTS.

C. Other curing requirements may be required in individual Specifications
Sections.

D. Membrane curing compound method:
1. Surface of newly placed or exposed concrete shall be kept moist or wet

until the curing compound is applied.  The curing compound shall be
applied immediately after all patching or surface finishing has been
completed.

2. The curing compound shall be delivered to the work in ready-mixed
form.  At the time of use, the compound shall be in a thoroughly mixed
condition with the pigment uniformly dispersed throughout the vehicle. 
The compound shall not be diluted or altered in any manner.

3. Curing compound that has become chilled to such an extent that it is too
viscous for satisfactory application shall be warmed to a temperature not
exceeding 100` F, unless otherwise specified by manufacturer's
recommendations.

4. The curing compound shall be applied to the exposed surface at a
uniform rate of 1 gallon per 150 square feet of area, unless otherwise
required by manufacturer's recommendations.

5. In the event that the application of curing compound is delayed, the
application of water as provided in this section shall be started
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immediately and shall be continued until application of the compound is
resumed or started.

3.10 FIELD QUALITY CONTROL

A. Testing will be provided by a testing laboratory employed by the Owner.  The
Engineer shall select the testing agency from Owner's list of approved labs. 
Refer to individual Specifications Sections for other Field Quality Control
requirements.

B. All testing will be paid for by Owner, except for retesting of material which fails
to meet these specifications.  Such retesting shall be paid for by Contractor at
no expense to Owner.  Contractor shall pay for curing cylinders.  Testing
agency shall transport cylinders.

C. Concrete sampled from a concrete pump shall be sampled from the hose after
all of the priming grout has been wasted.  The end of the hose shall be placed
in a horizontal position before the concrete is discharged into the sampling pan. 
The concrete shall not be allowed to fall into the sampling pan.

D. The Contractor, at his expense, shall furnish the concrete required for testing.

E. Strength, slump and air tests shall be taken in accordance with the following
unless otherwise specified in individual Specifications Sections:
1. Strength, slump and air tests may be taken in accordance with the

placement rate per day as shown below:

Rate/Day
(C.Y.)

Air Slump Compress.
Strength

Flexural
Strength

0-8 1 1 Optional Optional

8-50 1 1 1 1

For each 50
C.Y. or

fraction there-
of

1 1 1 1

      Additional tests may be made at the discretion of the Owner.

2. Compressive strength test specimens shall be made and cured in
accordance with ASTM C-31; Specimens shall be tested in accordance
with ASTM C-39.
a. Three specimens shall be made by the Engineer for each test,

and these shall be broken at 7 and at 28 days, with one held in
reserve.

b. At least one test (3 specimens) shall be made for each class of
concrete poured during one day.

3. Flexural strength test specimens shall be prepared in accordance with
AASHTO Designation T-23 and tested for flexural strength in accordance with
AASHTO Designation T-97.
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a. Four specimens shall be made by the Engineer for each test, and
one shall be broken at 7 and two at 14 days, with one held in
reserve.

b. At least one test (4 specimens) shall be made for each class of
concrete placed during one day.

4. If a slump test does not meet the specification, a second slump test shall
be made immediately on the same load.  The concrete shall be
accepted if the second slump test meets the specification or rejected
and removed from the project if the second slump test does not meet
the specification.

5. If an air test does not meet the specification, a second air test shall be
made immediately upon the same load.  The concrete shall be accepted
if the second air test meets the specification or rejected and removed
from the project if the second air test does not meet the specification.

6. Slump and air tests shall be made in accordance with ASTM C-143 and
C-231, respectively. 

7. The maximum allowable time between charging of the material in the
mixing drum and final placing shall be ninety minutes for air
temperatures below 80 F and sixty minutes for temperatures above 80
F.  Concrete not placed within these time limits, or if an initial set has
developed shall not be used.  Tempering concrete by adding water or by
other means will not be permitted.

8. If a compressive strength test is below the required specified strength,
the Engineer shall immediately notify the Contractor or his authorized
representative. 

9. All costs incurred in resampling and retesting shall be paid by the
Contractor if the retested strength is below the specified strength, and
shall be assumed by the Owner if the retested strength is above the
specified strength.

3.11 PROTECTION

A. Comply with applicable parts of Section 03300 for protection of concrete.  Also
comply with HOT WEATHER CONCRETING and COLD WEATHER
CONCRETING requirements specified herein.

B. Provide barricades and enclosures to prevent damage to newly placed con-
crete.

C. Replace concrete curb, walls and exterior flatwork damaged by construction
activities as directed, at no cost to Owner.

D. Every reasonable precaution shall be taken to protect finished surfaces from
abrasions or other damage.  Concrete surfaces or edges likely to be injured
during the construction period shall be protected by leaving the forms in place
or by erecting satisfactory covers.  No fire shall be permitted in direct contact
with concrete at any time.  Concrete shall be adequately protected from
injurious drying action by sun and wind, and from pitting by rain.

END OF SECTION
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SECTION 02810

IRRIGATION SYSTEM

PART 1 - GENERAL

1.1 SUMMARY

A. Provide all irrigation equipment and accessories complete, in place, as shown on the
drawings, specified herein, and needed for a complete and proper installation.

B. It will be the contractor's responsibility to report to the Engineer any deviations between
the drawings, specifications and the site. Failure to do so prior to the installing of equipment,
and resulting in replacing, and/or relocating, will be done at the contractor's expense.

1.2 AS-BUILT IRRIGATION DRAWINGS

A. Prepare as-built drawings which show deviations from the contract documents made
during construction affecting the main line pipe, controller locations, remote control valves,
manual drain valves, and all drip distribution and collection line locations.  The drawings shall
also indicate and show approved substitutions of size, materials and manufacturer's name and
catalog number.  The Contractor will keep a record of all departures from the contract drawings
that occur during construction. These shall be kept on a clean set of prints of the contract
drawings. The Engineer will review the "as-built" to verify that changes are being recorded as
construction occurs.

1.3 PERMITS AND FEES

A. Obtain all permits and pay required fees to any governmental agency having jurisdiction
over the work.  Inspections required by local ordinances during the course of construction shall
be arranged as required.  On completion of the work, satisfactory evidence shall be furnished to
the Owner's representative to show that all work has been installed in accordance with the
ordinances and code requirements. See existing utilities paragraph below.

1.4 QUALITY ASSURANCE 

A. This contract work is to be conducted primarily by and coordinated by a licensed
Landscape Irrigation Contractor specializing in landscape irrigation work.  All work that is
irrigation related work shall be conducted by employees who have each had a minimum of one
year of experience constructing landscape irrigation systems.  The on site supervisor must have
a minimum of three years experience constructing landscape irrigation systems and one year
experience in a supervisory role.

1.5 COORDINATION 

A. Coordinate and cooperate with other contractors to enable the work to proceed as
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rapidly and efficiently as possible.

1.6 INSPECTION OF SITE

A. The contractor shall acquaint him/herself with all site conditions.  Should utilities not
shown on the plans be found during excavations notify the Engineer. Failure to do so will make
the contractor liable for any and all damage thereto arising from his/her operations subsequent
to discovery of such utilities not shown on plans. 

1.7 EXISTING UTILITIES 

A. Before any trenching, excavation or digging below the surface for any reason is begun,
the contractor shall have the area "Blue Staked" in order to determine as close as possible the
location of all underground utilities. The contractor will conduct his/her work in such a manner to
protect all utilities from damage. It is the responsibility of the contractor to repair or replace any
damage incurred by the contractor or the contractor's employees at no expense to the owner.

1.8 PROTECTION OF EXISTING SITE CONDITIONS 

A. The contractor shall take necessary precautions to protect site conditions to remain. 
Should damage be incurred, the contractor shall repair the damage to its original condition at
the contractor's own expense.  Contractor shall be responsible for the continued watering of all
areas affected by construction.  This can be completed by handwatering, the use of tempoary
irrigation systems or the continued opperation of existing systems not disturbed by construction.

1.9 GUARANTEE 

A. All work shall be guaranteed for compliance with the drawings and specifications for a
period of one year after the date of substantial completion. The contractor shall make good any
deficiencies at the time he/she is notified of any faults, and place in satisfactory condition any
damage to the buildings or grounds without cost to the owner. All guarantees shall be in writing
and approved by the Engineer before submitting to the Owner.

1.10 SUBMITTALS

A. Submit three copies of manufacturer's technical data and installation instructions for
landscape irrigation system.

PART 2 - MATERIALS

2.1 GENERAL  

A. All materials throughout the system shall be new and in perfect condition.  After award of
the contract and prior to beginning work, the Contractor shall submit for approval three copies of
the complete list of materials which he/she proposes to install.  Quantities of materials and
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equipment need not be included.  No deviations from the specifications shall be allowed, except
as provided for in these documents.

2.2 PIPING  

A. All main line pipe shall be Schedule 40, Type 1120-1220 Polyvinyl Chloride (PVC) pipe
and shall conform to CS-256-63.  All lateral lines shall be Schedule 40, Type 1120-1220
Polyvinyl Chloride (PVC).   All piping shall be free from cracks, holes, foreign material, blisters,
inside bubbles, wrinkles and dents. Pipe ratings shall be printed on the pipe and no pipe shall
be less than 3/4" diameter.

B. Pipe Joints:  All joints shall be solvent welded as per manufacturer's recommendations,
using both the proper primer and glue. All joints must be allowed to set for a minimum of 24
hours prior to pressure testing. 

2.3 FITTINGS  

A. Fittings for main and lateral lines shall be Schedule 40, Polyvinyl Chloride (PVC). Do
NOT use galvanized fittings of any kind.

B. Fittings on flex swing risers shall be barbed insert ells made of THICK-WALLED POLY
PIPE as manufactured by Rainbird.

2.4 RISERS

A. Flexible swing pipe shall be THICK-WALLED POLY PIPE (funny pipe)as manufactured
by Rainbird. This pipe is to be used only between heads and lateral lines and shall not exceed a
distance of 3 feet.

2.5 SOLVENT CEMENT

A. Compatible with PVC pipe and of proper consistency.

2.6 AUTOMATIC CONTROLLERS

A. The Contractor shall furnish and install a new ESP 24 Site-sat Rainbird 24 station
irrigation controller (or approved equal) and connect all new and existing valves to the new 
controller to the satisfaction of the College.  The Contractor shall salvage the existing controller
and return to the College. 

2.7 VALVES

A. Ball Valves: Ball valves shall be solid bronze meeting Federal Specification WW-V-54,
CLASS A, TYPE 1. Size shall be the same size as the electric valve it is installed next to. Valve
shall be installed on the up-stream side of the electric remote control valve and in the same
valve box.
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B. Manual Drain Valves: All drain valves shall be 3/4" Mueller Oriseal and installed as per
details on the drawings. This valve is to be installed on mainlines only.

1. Drains: Drains shall be installed at all low points on the mainline only. Each drain shall
be provided with a gravel sump of 18" x 18" x 18" filled with 1" diameter gravel. Install the
mainline such that a minimum number of drains are required. Refer to the detail on the drawings
for valve stem extensions where required and valve markers.

C. Automatic Drain Valves:  Automatic drains shall be 1/2" King Drains installed as per
details on the drawings. Automatic drains are to be installed at low points of lateral lines only. 

D. Electric Remote Control Valve: All electric remote control valves shall be of the size and
type as specified on the drawings,

1. Rainbird PEB or PESB Series, Automatic Remote Control Valves, or approved equal.

2.8 SLEEVES

A. All sleeves shall be PVC Schedule 40 sized 2 pipe sizes larger then the pipe or pipes
being sleeved (6" diameter min.). Install sleeves in locations as shown on the drawings and at
the depths specified for lateral and mainlines. Coordinate the installation of the sleeves with
installation of all hard surfaces. Mark location of all sleeves with a 3/4" galvanized roofing nail at
both sides of sidewalk or curb and gutter or asphalt in such a manner that future location will not
require more than hand shovel excavation. Insure that adequate amounts of sleeving are
installed for both water lines and electric control wires.

2.9 ELECTRIC CONTROL WIRE

A. Wires shall be UF DIRECT BURIAL type. No wire shall be smaller than #14. Ground or
neutral wires shall be WHITE, grass areas shall be RED and shrubbery areas shall be BLUE. 
Spare wires shall be Green.

B. No splices in electric control wires. All wires shall be 'homeruns' from the valve to the
controller.

C. Conduit: Standard Electical Conduit. Size as needed.

D. Rainbird maxicom communication wire

2.10 HEADS 

A. All heads shall be as specified on the drawings. Nozzle patterns are indicated and
shown, however, specific site conditions may require that different nozzle patterns be used.
Contractor shall adjust patterns to provide adequate coverage.

1. Rainbird 1804 PRS spray heads. 
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2. TORO 300 Stream rotors w/STD NO02, 01, 02 or 03.

B. All heads shown on the drawings shall be installed.  Contractor shall consult with the
Engineer prior to the deletion or addition of any heads.

2.11 VALVE BOXES  

A. Valve boxes shall be of sufficient size to house 1 (one) electric remote control valve and
still allow room for maintenance without having to excavate or perform similar operations. Boxes
shall be as manufactured by Carson or Brooks Industries meeting ASTM D368 for tensile
strength of 12" deep and furnish with a non-hinged cover. Each valve box is to have a 6" bottom
extension minimum. The extension should allow for the installation of the valve cluster at the
depth of the lateral line (12"). The contractor shall also allow for 4-6" of clear space between the
valve cluster and the gravel below the valve.

B. Valve boxes shall be set flush with the finished grade. Valves shall be set 12" below the
top of the box including ball valves and quick couplers where called for. Do NOT install more
than one (1) electric remote control valves in a single standard valve box. All valves must have
ample room and access for repair.

2.12 QUICK COUPLERS

A. All quick couplers shall be a Rainbird 44D quick coupler or approved equal.

PART 3 - EXECUTION

3.1 WORKMANSHIP

A. Lay Out work as accurately as possible to the drawings.  The drawings, though carefully
drawn, are generally diagrammatic to the extent that swing joints, offsets and all fittings are not
shown. All irrigation lines shall be installed in common trenches where possible. Where
possible, all trenching shall occur on soft spaces.

B. If for any reason full and complete coverage of all irrigation areas does not cover,
irrigation contractor shall be responsible to contact the Engineer before continuing with his work.

C. All existing systems with laterial lines and heads running along existing curbs that are to
be removed shall be replaced with new piping and heads.  Existing heads are to be turned ouer
to the College.  

D. Any Major Revisions to the irrigation system must be submitted and answered in written
form, along with any change in contract price.

3.2 EXCAVATION AND TRENCHING

A. Perform all excavations as required for the installation of the work included under this
section, including shoring of earth banks to prevent cave-ins.  Restore all surfaces, existing
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underground installations, etc., damaged or cut as a result of the excavations to their original
condition.

B. Trenches for lateral lines shall be dug a minimum of 12" deep and as wide as necessary
to properly install pipes.

C. Trenches for mainlines shall be dug a minimum of 18" deep.  Run all electrical wires in
mainline trench as shown in detail on drawings. Where it becomes necessary for wires to leave
the mainline trench, the trench for all electrical wires shall be treated as a mainline trench, as
herein described.

D. Trenches shall be made wide enough to allow a minimum of 6 inches between parallel
pipe lines.

E. All trenches are to be 12" away from all curbs, buildings and sidewalks.

3.3 PIPE LINE ASSEMBLY

A. Install automatic control valves where shown and group together where practical. Place
no closer than 12 inches to walk edges, building, and walls. Install in valve box, arranged for
easy adjustment and removal. Allow sufficient space around entire valve assembly.  Each valve
group (up to 4 valves) shall be connected to the main line through a ball valve.

B. Adjust automatic control valves to provide flow rate of rated operating pressure required
for each sprinkler circuit.  See schedule.

C. Plastic pipe and fittings shall be solvent welded using solvents and methods as
recommended by manufacturer of the pipe, except where screwed connections are required. 
Pipe and fittings shall be thoroughly cleaned of dirt, dust and moisture before applying solvent
with a non-synthetic bristle brush.

D. Install pipe in dry weather when temperature is above 40 degrees F. in strict accordance
with Manufacturers instructions.

E. Pipe may be assembled and welded on the surface.  Snake pipe from side to side of
trench bottom to allow for expansion and contraction.

3.4 BACKFILLING OF TRENCHES

A. Backfill around and over the pipes in accordance with the details on the drawings. All
material that is to come in contact with the pipes shall be less than 1/4 inch in diameter. This
material shall be imported for this specific use if necessary. Upon the approval of the Engineer,
the existing material on site may be used as backfill material above the pipes.

3.5 FLUSHING AND TESTING
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A. After installation of all new pipes, including laterals for a given circuit, the control valve
shall be opened fully and a full head of water be used to flush out the system

B. Testing will be performed after completion of each circuit and after completion of the
entire system. At this time any necessary repair work will be done at the contractor's expense
and the entire system will be in good working order prior to the issuance of the Certificate of
Substantial Completion.

3.6 PIPING INSPECTIONS

A. Before any pipes are covered, the Engineer shall inspect the system for compliance with
specifications and drawings. Any required changes will be made at this time at the expense of
the contractor.

3.7 SYSTEM OPERATION

A. The entire system will be tested in the presence of the Engineer, in order to insure
COMPLETE coverage of all areas to be watered and the automatic operation of the system
using the automatic clock. Any changes required will be made at this time at the contractor's
expense.

B. All heads will be adjusted to their proper coverage and set to the proper depth at this
time.

3.8 AUTOMATIC CLOCK

A. All new valves shall be connected to the new clock to the satisfaction of the College.

3.9 ELECTRICAL CONTROL WIRES

A. Electrical control wires shall be installed in the same trench as the main line wherever
possible. Wires shall be laid alongside the pipe by "snaking" into the trench to allow as much
slack as possible for contraction and expansion of the wire. All wire connections at remote
control valves will be left with two feet of wire so that the splice or the valve manifold can be
brought to the surface for repairs without disconnecting the wires.

B. It is important that the joint be absolutely waterproof so that there is no chance for
leakage of water and corrosion build-up on the connection. All wiring shall be 'home-run from
the valve to the controller.

C. Conduit: Standard Electrical Conduit from mainline outside building to irrigation controller
inside building.  Size as needed for 26 wires.

3.10 SLEEVING

A. All lines to be laid under hard surfaces shall be installed in a 6" minimum PVC Schedule
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40 sleeve unless noted otherwise. Depth of sleeves to be determined by the type of line that is
to be placed in sleeve. In the case of new construction, all sleeves are to be placed prior to
laying of any hard surface. In the case of existing construction, the sleeves must be installed by
boring under the existing hard surface. 

3.11 QUICK COUPLERS

A. Quick couplers shall be installed on a swing joint as detailed on the drawings.

B. Install one (1) quick coupler at each remote control valve or valve cluster.

3.12 TESTING

A. Operation Testing: After finish grading, contouring and mulching, test the entire system
for operation including electrically actuating the remote control valve. Run the system until water
begins to puddle and/or run off to determine the initial controller run time to determine the
number of irrigation cycles necessary to meet weekly evapotranspiration rates (E.T.) for the
plant material installed.

3.13 ADJUSTMENT

A. After completion of grading, seeding, or sodding, and rolling of grass areas, carefully
adjust lawn sprinkler heads so they will be flush with, or not more than 1/2" below finish grade.

3.14 CLEAN-UP

A. Remove from the site all debris resulting from work of this section.

END OF SECTION 02810
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SECTION 02900

LANDSCAPING

PART 1 - GENERAL

1.1 SUMMARY

A. The Extent of the landscape development work is shown on the drawings and schedules
and includes preparation of landscaped areas, restoration of areas disturbed by construction,
and placement of all plant materials bark mulch, and sod. 

1.2 AS-BUILT DRAWINGS 

A. The Contractor will keep a record of all departures from the contract drawings that occur
during construction. These shall be kept on a clean set of prints of the contract drawings. The
Engineer will review the "as-built drawings" to verify that changes are being recorded as
construction occurs.
 
1.3 QUALITY ASSURANCE

 A. The landscape work shall be done by a single licensed Landscape Contractor
specializing in landscape work. The on site supervisor must have a minimum of three years
experience in landscape construction and one year experience in a supervisory role.

1.4 PLANT MATERIAL SOURCE QUALITY CONTROL

A. General:  Ship landscape materials with certificates of inspection as required by
governmental authorities.  Comply with governing regulations applicable to landscape materials.

B. The source or supplier  for all plant materials shall be furnished to the Engineer prior to
the delivery of any plant materials on site or stored elsewhere.

D. Provide trees other plant materials grown in a recognized nursery in accordance with
good horticultural practice.  Provide healthy, vigorous stock grown under climatic conditions
similar to the locality of the project and free of disease, insects, eggs, larvae, and defects such
as knots, sun-scale, injuries, abrasions, or disfigurement.

E. Plant materials and other landscape items will be evaluated according to compliance
with drawings, schedules, and specifications; as well as overall aesthetic quality, grower or
supplier reputation, physical inspection, and American Association of Nurseryman Standards
(AANS).

F. All plant materials are to be inspected at the time of delivery on site. This approval does
not constitute final acceptance of any plant material. All plant materials will be inspected again
at time of final inspection and once again at the end of the guarantee period. Any plant found to
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be unacceptable at any of these inspections shall be immediately removed and replaced.

1.5 PLANT MATERIALS

A. Trees, shrubs, and other plants:  Do not prune prior to delivery.  Do not bend or bind-tie
in such a manner as to damage bark, break branches or destroy natural shape.  Provide
protective covering during delivery.

B. Deliver Plants after preparations for planting have been completed and plant
immediately.  If planting is delayed more than 6 hours after delivery, set plants in shade, protect
from weather and mechanical damage, and keep roots moist.

C. Do Not remove container grown stock from container until planting time.

D. Label at least one plant of each variety with a securely attached waterproof tag bearing
legible designation of botanical and common name.

E. Substitutions:  If specified landscape material is not obtainable, submit in writing proof of
non-availability and a proposal for use of equivalent material for evaluation to be accepted or
rejected prior to the bid.

F. Sizes:  Provide plants of the sizes shown or specified.  Plants of a larger size may be
used pending approval by the Engineer and if sizes of root balls or containers are increased
proportionately. 

1.6 PRODUCT DELIVERY, STORAGE AND HANDLING

A. Packaged Materials: Deliver packaged materials in containers showing weight, analysis
and name of manufacturer.  Protect materials from deterioration during delivery, and while
stored at the site.

1.7 GRADING AND TOPSOIL

A. Examine the subgrade, verify the elevations to be no more than 2" above or below
subgrade elevation which should allow for 24" of topsoil and 3" of bark mulch in all tree planter
areas, and 6" of topsoil in all sod areas.  Observe the conditions under which work is to be
performed, and notify the Engineer of unsatisfactory conditions. 

B. Topsoil is to be placed at the depths specified in sod and tree planter areas.

1.8 EXISTING UTILITIES 

A. Determine location of underground utilities and perform work in a manner which will
avoid possible damage.  Hand excavate, as required, to minimize possibility of damage to
underground utilities.  The Contractor shall have the area "Blue Staked" prior to digging.  It is
the responsibility of the Contractor to repair or replace any damage incurred by the contractor or
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the contractor's employees at no expense to the owner.

1.9 EXCAVATION 

A. When conditions detrimental to plant growth are encountered, such as rubble fill,
adverse drainage conditions, or obstructions, notify the Engineer before planting.

1.10 PLANTING SCHEDULE

A. Prepare a proposed planting schedule for approval by the Engineer.  Schedule the dates
for each type of landscape work during the normal seasons for such work in the area of the site. 
Correlate with specified maintenance periods to provide maintenance throughout the specified
time period.  Once accepted, revise dates only as approved in writing, after documentation of
reasons for delays.

B. Proceed with and complete the landscape work as rapidly as portions of the site become
available, working within the seasonal limitations for each kind of landscape work required.

1.11 GUARANTEE

A. Guarantee trees, shrubs and other plants for one year following substantial completion
of Landscape work.

B. Remove and replace trees, shrubs or other plant material found to be unacceptable at
the time of substantial completion and once again at the end of the guarantee period.
Replacements shall be made during the growing season and shall comply with all requirements
and specifications. Any delay in the completion of 

any item of work in the planting operation which extends the planting into
more than one season shall extend the guarantee period accordingly.

C. Guarantee lawns through the specified maintenance period.

PART 2 - MATERIALS:

2.1 TOPSOIL

A. Topsoil:  All topsoil is to be imported topsoil which shall consist of natural sandy loam
and be of uniform quality, free from subsoil, hard clods, stiff clay, hard-pan, sod, partially
disintegrated debris or any other undesirable material.  Soil shall be free of plants roots or
seeds that would be toxic or harmful to growth.  Topsoil shall be obtained from naturally drained
areas and shall have an acidity range from 5.5 to 7.7 inclusive.

C. Contractor shall furnish a certified report from an approved analytical chemist showing
the analysis of the topsoil proposed for use.  Furnish sample of topsoil to Engineer prior to
delivery of topsoil on site.
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1. Prior to the installation of any topsoil, contractor shall inspect the existing subgrade for
compliance with the specifications with regards to the grade and cleanliness.  Any discrepancy
shall be brought to the attention of the Engineer for appropriate action.

2. Spread the topsoil to a minimum of 6" of topsoil in all lawn areas.

2.2 PLANT MATERIALS:

A. Quality:  Provide trees, shrubs and other plants that comply with the recommendations
and requirements of ANSI 260.1 "Standard for Nursery Stock" and as further specified. The
Engineer  reserves the right to refuse plant materials which do not meet the quality required for
the project.

B. Deciduous Trees:  Provide trees of height and caliper listed or shown and with minimum
branching configuration recommended by ANSI 260.1 for type and species required. Provide
single stem trees except where special forms are shown or listed.

C. Provide balled and burlapped (B &B) deciduous trees.

D. Container grown deciduous trees will be acceptable in lieu of balled and burlapped
deciduous trees and where specified in plant schedule subject to specified limitations of ANSI
260.1.

2.3 GRASS MATERIALS

A. Sod:  All sod shall be two year old Kentucky Blue and Merian Grass that has been cut
fresh the morning of installation.  Only sod that has been grown in a commercial sod farm shall
be used,  Do not use sod from any other source.  All sod that has not been laid with 24 hours
shall be deemed unacceptable and shall be removed from the site. 

2.4 MISCELLANEOUS MATERIALS

A. Bark Mulch:  This material shall be a clean medium coarseness shredded bark mulch.
All shrub planting beds and tree basins shall receive a 3" mulch layer.

B. Chemical Fertilizer:  Fertilizer for trees and shrubs shall be 21 gram (20-10-5) fertilizer
tablets. Fertilizer shall be added at the time of planting as per the Manufacturer's
recommendations. Fertilizer for lawns and ground covers shall be 16-16-8 with guaranteed
chemical analysis marked on container.

PART 3 - EXECUTION

3.1 COORDINATION 



UVSC Lot V Phase II

LANDSCAPING                                                                                           02900-60

A. The contractor shall coordinate his work with that of other contractors on site, and shall
cooperate to the fullest extent to see that the work is completed in a timely and workmanship
like manner.

B. The Landscape contractor shall coordinate his work with the removal of the existing curb
and gutter.  Work is to be preformed in a mannor that minimizes the amount of damage to the
landscape.

3.2 INSTALLATION OF TOPSOIL

A. Prior to the installation of any topsoil, contractor shall inspect the existing subgrade for
compliance to the specifications with regards to the grade and cleanliness.  Any discrepancy
shall be brought to the attention of the Engineer for appropriate action.

B. When contract operations have been completed to a point where the areas will not be
disturbed, subgrade shall be cleaned free of waste material of all kinds.  Scarify and pulverize
the subgrade to a depth of not less than 6" inches. Scarification shall be completed in all areas
that are to be planted or sodded or are to receive topsoil.

D. Spread the topsoil mix to a minimum depth of 6" in all lawn areas.  Do not place topsoil
over subgrade that is frozen or damp.

3.3 PREPARATION FOR SOD 

A. The surface on which the sod is to be installed shall be firm and free of footprints,
depressions or undulations of any kind.  The surface shall be free of all rocks larger than 1/2" in
diameter and all sticks, roots, rubbish, and other extraneous materials.  NO EXCEPTIONS.

B. The finish grade of the topsoil adjacent to all sidewalks, etc., prior to
sodding shall be 1" below the top surface of the concrete or hard surface.

c. If a crust has formed on the topsoil, it shall be loosened by raking prior to
sodding.

3.4 PREPARATION FOR PLANTING TREES AND SHRUBS 

A. The exact locations of all plants must be approved by the College prior to the digging of
any holes. Refer to the drawings for the sizes and preparation of holes. Prepare all holes
according to the details on the drawings.

B. To avoid a soil water interface problem, excavated soil material from planting holes
should be inspected by the Engineer to determine if such soil should be used as backfill
material.  If it is determined that the excavated material is not of good quality, then it should be
modified.  

3.5 TREE, SHRUB AND PRENNIAL PLANTING
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A. Prior to planting, fill excavated tree pit with water and allow to percolate out. If, after 24
hours, the water has not percolated out of the pit, notify the Engineer. Do not plant until the
problem has been corrected.

B. The tree and shrub planting holes should be the same depth as the rootball. Trees must
be placed on undisturbed soil at the bottom of the planting hole. The tree hole depth shall be
determined so that the tree may be set at finish grade, using the top of the root ball as a guide.

C. Set tree on soil, cut wire basket, remove burlap from top 1/3 of ball, and remove ALL
twine, wrappings, etc..

D. All tree holes shall be backfilled in 12 inch lifts and settled and tamped to minimize any
settling of the tree.

E. Upon completion of backfilling operation, thoroughly water the tree to completely settle
the soil and fill any voids that may have occurred.

F. The amount of pruning shall be limited to the minimum necessary to remove dead or
injured twigs and branches. All cuts, scars and bruises shall be properly treated according to the
direction of the Engineer. Proper pruning techniques shall be used. Do NOT leave stubs and do
NOT cut the leader branch. Improper pruning shall be cause for rejection of the plant material.

G. Saucers: Saucer shall be formed at the base and it shall be watered the same day as
planting. 

H. Mulching:  Upon completion of all planting operations, remove all undesirable material
from the surface of the planting beds, including all rocks over the size of 1" diameter.  Install the
specified mulch in all shrub planting beds and tree basins to a uniform depth of 3".

I. No concrete shall be allowed in the subgrade, below planting areas.

J. Planting hole size shall be a min. of 2x root ball width.

3.6 SOD

A. Prior to laying of sod, the entire surface to receive sod shall be 
uniformly covered with the specified fertilizer at the rate of 5 pounds per
1000 square feet.

B. Upon completion of the laying operation, an inspection of the area 
shall be made.  All voids and large cracks between individual pieces

of sod shall be filled with topsoil, prior to watering.  Upon completion of filling all
voids in the newly laid sod areas, the sod is to be completely saturated with water.

C. Watering of the sod shall be the complete responsibility of the 
contractor.  Provide acceptable visual barriers by means of 

barricades set at appropriate distances and strings or tapes between the
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barriers as an indication of new work.  Restore any damaged areas
caused by others, erosion, or vehicular traffic until such a time as the lawn
is accepted by the owner.

3.8 MAINTENANCE

A. Begin maintenance immediately after planting.

B. Maintain plants until Final Acceptance but in no case less than four (4) growing months
(April - September) after Substantial Completion.

1. Maintain plants by watering, pruning, cultivating and weeding as required for healthy
growth.  Restore planting saucers. Spray as required to keep plant materials  free of insects and
disease.  Replace bark mulch to maintain a depth of 3".

2. The contractor shall instruct the owner as to the watering requirements and shall monitor
such operations at all times. The contractor shall be held responsible for failure to monitor the
watering requirements and shall be held responsible to replace any or all plants that are lost
due to improper application of water.

C. Maintain lawns for not less than the period stated below, and longer as required to
establish an acceptable lawn.  

1. Not less than four (4) growing months (April to September), and a minimum of four (4)
mowings, after Substantial Completion.

2. If installed in fall and not given full four months of maintenance, or if not considered
acceptable at that time, continue maintenance the following spring until acceptable lawn is
established.

3. The contractor shall be responsible for the protection, watering and replacement of any
damaged lawn until acceptance by the owner. This guarantee shall include repairing of any
eroded places and maintaining the lawn by watering, mowing and controlling of insects as well
as advising the owner of any maintenance or watering procedures necessary to care for and
promote plant life. All lawn must be in satisfactory condition at the time of the final acceptance.

4. The Contractor shall fertilize new sod with 16-16-8 after sod is established.

3.9 CLEANUP AND PROTECTION

A. During landscape work store materials and equipment where directed.  Keep pavements
clean and work area in an orderly condition.

B. Protect landscape areas, work and materials from damage due to operations by other
contractors, trades and trespassers.  Maintain protection during installation and maintenance
periods.  Treat, repair or replace damaged landscape work as directed.
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C. The contractor shall keep the site free from accumulation of waste material. At the time
of completion, all areas must be swept or washed clean and all rubbish removed to the
satisfaction of the Engineer.

3.10 INSPECTION AND ACCEPTANCE

A. Substantial Completion for landscape work.
1. When the landscape work is completed, including maintenance, the Engineer will, upon
request, make an inspection to determine acceptability.

2. The landscape work may not be inspected for acceptance in parts.    
                        
3. Where inspected landscape work does not comply with the requirement, replace
rejected work and continue specified maintenance until re-inspected by the Engineer and found
to be acceptable.  Remove rejected plants and materials promptly from the project site.

4. As-built Drawings shall be furnished to the Engineer at the time of the Substantial
Completion Inspection before final acceptance. 

END OF SECTION 02900
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SECTION 16050 

BASIC ELECTRICAL MATERIALS AND METHODS 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and 
Supplementary Conditions and Division 1 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. This Section includes the following: 

1. Raceways. 
2. Building wire and connectors. 
3. Supporting devices for electrical components. 
4. Electrical identification. 
5. Electricity-metering components. 
6. Concrete equipment bases. 
7. Electrical demolition. 
8. Cutting and patching for electrical construction. 
9. Touchup painting. 
10. Submittals. 
11. Workmanship. 
12. Coordination drawings. 
13. Record documents. 
14. Drawings and Specifications. 
15. Maintenance manuals. 
16. Rough-ins. 
17. Electrical installations. 
18. Cutting and patching. 

1.3 DEFINITIONS 

A. EMT:  Electrical metallic tubing. 

B. FMC:  Flexible metal conduit. 

C. IMC:  Intermediate metal conduit. 

D. LFMC:  Liquidtight flexible metal conduit. 

E. RNC:  Rigid nonmetallic conduit. 
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1.4 SUBMITTALS 

A. Product Data:  Follow the procedure specified in Division 1 Section “Submittals”. 

B. Shop Drawings:  Dimensioned plans and sections or elevation layouts of electricity-
metering equipment. 

C. Field Test Reports:  Indicate and interpret test results for compliance with performance 
requirements. 

D. Additional copies may be required by individual sections of these Specifications. 

1.5 QUALITY ASSURANCE 

A. Electrical Components, Devices, and Accessories:  Listed and labeled as defined in 
NFPA 70, Article 100, by a testing agency acceptable to authorities having jurisdiction, 
and marked for intended use. 

B. Comply with NFPA 70. 

1.6 COORDINATION 

A. Coordinate chases, slots, inserts, sleeves, and openings with general construction 
work and arrange in building structure during progress of construction to facilitate the 
electrical installations that follow. 

1. Set inserts and sleeves in poured-in-place concrete, masonry work, and other 
structural components as they are constructed. 

B. Sequence, coordinate, and integrate installing electrical materials and equipment for 
efficient flow of the Work.  Coordinate installing large equipment requiring positioning 
before closing in the building. 

C. Coordinate electrical service connections to components furnished by utility 
companies. 

1. Coordinate installation and connection of exterior underground utilities and 
services, including provision for electricity-metering components. 

2. Comply with requirements of authorities having jurisdiction and of University of 
Utah. 

D. Coordinate location of access panels and doors for electrical items that are concealed 
by finished surfaces.  Access doors and panels are specified in Division 8 Section 
"Access Doors." 

E. Where electrical identification devices are applied to field-finished surfaces, coordinate 
installation of identification devices with completion of finished surface. 
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F. Where electrical identification markings and devices will be concealed by acoustical 
ceilings and similar finishes, coordinate installation of these items before ceiling 
installation. 

G. Prepare coordination drawings in accordance with Division 1 Section “Project 
Coordination”, to a scale of ¼”=1’-0”, or larger; detailing major elements, components, 
and systems of electrical equipment and materials in relationship with other systems, 
installation, and building components. Indicate locations where spaces is limited for 
installation and access and where sequencing and coordination of installations are of 
importance to the efficient flow of the dwork, including but not limited to the following: 

1. Indicate the proposed locations of the major raceway systems, equipment and 
materials. Including the following: 

a. Clearance for servicing equipment, including space for equipment 
disassembly required for periodic maintenance. 

b. Exterior wall and foundation penetrations. 

c. Fire rated wall and floor penetrations. 

d. Equipment connections and support details. 

e. Sizes and location of required concrete pad and bases. 

 
1.7 WORKMANSHIP 
 
    A. All materials and equipment shall be installed in accordance with the 

recommendations of the manufacturer to conform with the contract documents.  The 
installation shall be accomplished by workmen skilled in the type of work involved. 

 
   B. The Electrical Contractor shall have a licensed or certified Master Electrician assigned 

to direct the electrical work and to coordinate work with the General Contractor and 
other trades.  Furthermore, a licensed or certified journeyman electrician shall be 
assigned to supervise the actual performance of all electrical work under Division 16.  
All installers must be certified journey man. 

 
1. All workmen doing electrical work of any nature must at all times carry their 

electrician's license with them and show it upon request. 
 
2. The licensed or certified journeyman assigned to supervise the performance of 

Division 16 electrical work, shall be required to be on the job site at all times, 
while Division 16 work is being performed. 

 
    C. The installation shall conform to the applicable rules of the National Electrical Code 

and National Electrical Safety Code except where more stringent requirements are 
noted in these specifications.  Conflicts shall be brought to the attention of the 
Architect/Engineer. 
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    D. The Contractor and Sub-contractors shall comply with OSHA and EPA Standards 
while in the performance of this contract. 

 
1.8 SUBSTITTIONS 

A. The equipment specified carries brand names and catalog numbers and shall be 
interpreted as establishing a standard of quality.  Use only specified items or those 
listed by addenda. 

B. Any conflict arising from the use of substituted equipment shall be the responsibility of 
the supplier, who shall bear all costs required to make the equipment comply with the 
intent of the plans and specifications. 

C. At the option of the Architect, samples may be required for non-standard items before 
installation during construction. 

D. No materials or apparatus shall be substituted after the bid opening except where the 
equipment manufacturer has been discontinued or delivery becomes a problem, then 
written approval of the Architect is required. 

1.9 RECORD DOCUMENTS 

A. Prepare record documents in accordance with the requirements in Division 1 Section 
"PROJECT CLOSEOUT."  In addition to the requirements specified in Division 1, 
indicate installed conditions for: 

 
1. Major raceway systems, size and location, for both exterior and interior; locations 

of control devices; distribution and branch electrical circuitry; and fuse and circuit 
breaker size and arrangements. 

2. Equipment locations (exposed and concealed), dimensioned from prominent 
building lines. 

PART 2 - PRODUCTS  

A. NOT USED. 

PART 3 - EXECUTION 

3.1 ELECTRICAL EQUIPMENT INSTALLATION 

 

A. Materials and Components:  Install level, plumb, and parallel and perpendicular to 
other building systems and components, unless otherwise indicated. 
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B. Equipment:  Install to facilitate service, maintenance, and repair or replacement of 
components.  Connect for ease of disconnecting, with minimum interference with other 
installations. 

C. Right of Way:  Give to raceways and piping systems installed at a required slope. 

 

3.2 CONCRETE BASES 

A. Construct concrete bases of dimensions indicated, but not less than 4 inches larger, in 
both directions, than supported unit.  Follow supported equipment manufacturer's 
anchorage recommendations and setting templates for anchor-bolt and tie locations, 
unless otherwise indicated.  Use 3000-psi, 28-day compressive-strength concrete and 
reinforcement as specified in Division 3 Section "Cast-in-Place Concrete." 

3.3 DEMOLITION 

A. Protect existing electrical equipment and installations indicated to remain.  If damaged 
or disturbed in the course of the Work, remove damaged portions and install new 
products of equal capacity, quality, and functionality. 

B. Accessible Work:  Remove exposed electrical equipment and installations, indicated to 
be demolished, in their entirety. 

C. Abandoned Work:  Cut and remove buried raceway and wiring, indicated to be 
abandoned in place, 2 inches below the surface of adjacent construction.  Cap 
raceways and patch surface to match existing finish. 

D. Remove demolished material from Project site. 

E. Remove, store, clean, reinstall, reconnect, and make operational components indicated 
for relocation. 

3.4 CUTTING AND PATCHING 

A. Cut, channel, chase, and drill floors, walls, partitions, ceilings, and other surfaces 
required to permit electrical installations.  Perform cutting by skilled mechanics of 
trades involved. 

B. Repair and refinish disturbed finish materials and other surfaces to match adjacent 
undisturbed surfaces.  Install new fireproofing where existing firestopping has been 
disturbed.  Repair and refinish materials and other surfaces by skilled mechanics of 
trades involved. 

3.5 FIELD QUALITY CONTROL 

A. Inspect installed components for damage and faulty work, including the following: 
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1. Raceways. 
2. Building wire and connectors. 
3. Supporting devices for electrical components. 
4. Electrical identification. 
5. Electricity-metering components. 
6. Concrete bases. 
7. Electrical demolition. 
8. Cutting and patching for electrical construction. 
9. Touchup painting. 

B. Test Owner's electricity-metering installation for proper operation, accuracy, and 
usability of output data. 

1. Connect a load of known kW rating, 1.5 kW minimum, to a circuit supplied by the 
metered feeder. 

2. Turn off circuits supplied by the metered feeder and secure them in the "off" 
condition. 

3. Run the test load continuously for eight hours, minimum, or longer to obtain a 
measurable meter indication.  Use a test load placement and setting that ensure 
continuous, safe operation. 

4. Check and record meter reading at end of test period and compare with actual 
electricity used based on test load rating, duration of test, and sample 
measurements of supply voltage at the test load connection.  Record test results. 

5. Repair or replace malfunctioning metering equipment or correct test setup; then 
retest.  Repeat for each meter in installation until proper operation of entire 
system is verified. 

3.6 REFINISHING AND TOUCHUP PAINTING 

A. Refinish and touch up paint.  Paint materials and application requirements are 
specified in Division 9 Section "Painting." 

1. Clean damaged and disturbed areas and apply primer, intermediate, and finish 
coats to suit the degree of damage at each location. 

2. Follow paint manufacturer's written instructions for surface preparation and for 
timing and application of successive coats. 

3. Repair damage to galvanized finishes with zinc-rich paint recommended by 
manufacturer. 

4. Repair damage to PVC or paint finishes with matching touchup coating 
recommended by manufacturer. 

3.7 CLEANING AND PROTECTION 

A. On completion of installation, including outlets, fittings, and devices, inspect exposed 
finish.  Remove burrs, dirt, paint spots, and construction debris. 

B. Protect equipment and installations and maintain conditions to ensure that coatings, 
finishes, and cabinets are without damage or deterioration at time of Substantial 
Completion. 
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END OF SECTION 16050 
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SECTION 16521 

EXTERIOR LIGHTING 

PART 1 - GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and 
Supplementary Conditions and Division 1 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. This Section includes the following: 

1. Exterior luminaires with lamps and ballasts, but not mounted on exterior surfaces 
of buildings. 

2. Luminaire-mounted photoelectric switches. 

B. Related Sections include the following: 

1. Division 2 Section "Lighting Poles and Standards" for poles and other support 
structures and for requirements of resistance to wind  loads. 

 

1.3 SUBMITTALS 

A. Product Data:  For each luminaire, arranged in the order of lighting unit designation.  
Include data on features, accessories, finishes, and the following: 

1. Physical description of fixture, including dimensions and verification of indicated 
parameters. 

2. Luminaire dimensions, effective projected area, details of attaching luminaires, 
accessories, and installation and construction details. 

3. Luminaire materials. 
4. Photoelectric relays. 
5. Fluorescent and high-intensity-discharge ballasts. 
6. Fluorescent and high-intensity-discharge lamps. 
7. Electrical and energy-efficiency data for ballasts. 

B. Shop Drawings:  Anchor-bolt templates keyed to specific poles and certified by 
manufacturer. 

C. Wiring Diagrams:  Power, signal, and control wiring. 
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D. Coordination Drawings:  Mounting and connection details, drawn to scale, for exterior 
luminaires with requirements specified in Division 2 Section "Lighting Poles and 
Standards." 

E. Samples for Verification:  For exterior luminaires designated for sample submission in 
the Exterior Luminaire Schedule. 

1. Lamps:  Specified units installed. 
2. Ballast:  120-V models of specified ballast types. 
3. Finishes:  For each finished metal used in support components. 

F. Source quality-control test reports. 

G. Field quality-control test reports. 

H. Operation and Maintenance Data:  For luminaires to include in maintenance manuals. 

I. Warranties:  Special warranties specified in this Section. 

1.4 QUALITY ASSURANCE 

A. Electrical Components, Devices, and Accessories:  Listed and labeled as defined in 
NFPA 70, Article 100, by a testing agency acceptable to authorities having jurisdiction, 
and marked for intended use. 

B. FMG Compliance:  Fixtures for hazardous locations shall be listed and labeled for 
indicated class and division of hazard by FMG. 

C. Comply with IEEE C2, "National Electrical Safety Code." 

D. Comply with NFPA 70. 

1.5 COORDINATION 

A. Coordinate exterior luminaires with mounting and wind load requirements in Division 2 
Section "Lighting Poles and Standards." 

1.6 WARRANTY 

A. Special Warranty:  Manufacturer's standard form in which manufacturer agrees to 
repair or replace luminaires or components of luminaires and lamps that fail in 
materials or workmanship; corrode; or fade, stain, or chalk due to effects of weather or 
solar radiation within specified warranty period.  Manufacturer may exclude lightning 
damage, hail damage, vandalism, abuse, or unauthorized repairs or alterations from 
special warranty coverage. 

1. Warranty Period for Luminaires:  Five  years from date of Substantial 
Completion. 
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a. Warranty Period for Metal Corrosion:  Five  years from date of Substantial 
Completion. 

b. Warranty Period for Color Retention:  Five  years from date of Substantial 
Completion. 

2. Warranty Period for Lamps:  Replace lamps and fuses that fail within 12  months 
from date of Substantial Completion; furnish replacement lamps and fuses that 
fail within the second 12  months from date of Substantial Completion. 

PART 2 - PRODUCTS 

2.1 MANUFACTURERS 

A. In other Part 2 articles where titles below introduce lists, the following requirements 
apply to product selection: 

1. Available Products:  Subject to compliance with requirements, products that may 
be incorporated into the Work include, but are not limited to, products specified. 

2. Products:  Subject to compliance with requirements, provide one of the products 
specified. 

2.2 LUMINAIRES, GENERAL 

A. Complying with UL and listed for installation in wet locations. 

B. Comply with IESNA RP-8 for parameters of lateral light distribution patterns indicated 
for luminaires. 

C. Metal Parts:  Free of burrs and sharp corners and edges. 

D. Sheet Metal Components:  Corrosion-resistant aluminum, unless otherwise indicated.  
Form and support to prevent warping and sagging. 

E. Housings:  Rigidly formed, weather- and light-tight enclosures that will not warp, sag, or 
deform in use.  Provide filter/breather for enclosed luminaires. 

F. Doors, Frames, and Other Internal Access:  Smooth operating, free of light leakage 
under operating conditions, and designed to permit relamping without use of tools.  
Designed to prevent doors, frames, lenses, diffusers, and other components from 
falling accidentally during relamping and when secured in operating position.  Doors 
shall be removable for cleaning or replacing lenses.  Designed to disconnect ballast 
when door opens. 

G. Exposed Hardware Material:  Stainless steel. 

H. Plastic Parts:  High resistance to yellowing and other changes due to aging, exposure 
to heat, and UV radiation. 
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I. Reflecting surfaces shall have minimum reflectance as follows, unless otherwise 
indicated: 

1. White Surfaces:  85 percent. 
2. Specular Surfaces:  83 percent. 
3. Diffusing Specular Surfaces:  75 percent. 

J. Lenses and Refractors Gaskets:  Use heat- and aging-resistant resilient gaskets to 
seal and cushion lenses and refractors in luminaire doors. 

2.3 EXTERIOR LUMINAIRES 
1. Refer to Light fixtures schedule. 

2.4 PHOTOELECTRIC RELAYS 

A. UL 773 or UL 773A listed, factory mounted to the luminaire. 

B. Contact Relays:  Single throw, designed to fail in the on position, and factory set to turn 
light unit on at 1.5 to 3 fc and off at 4.5 to 10 fc with 15-second minimum time delay. 

1. Relay with locking-type receptacle shall comply with NEMA C136.10. 
2. Adjustable window slide for adjusting on-off set points. 

2.5 HIGH-INTENSITY-DISCHARGE LAMP BALLASTS 

A. General:  Comply with NEMA C82.4 and UL 1029.  Shall include the following features, 
unless otherwise indicated: 

1. Type:  Constant-wattage autotransformer or regulating high-power-factor type. 
2. Minimum Starting Temperature:  Minus 22 deg F for single-lamp ballasts. 
3. Normal Ambient Operating Temperature:  104 deg F. 
4. Open-circuit operation will not reduce average life. 
5. Ballast Fuses:  One in each ungrounded power supply conductor.  Voltage and 

current ratings as recommended by ballast manufacturer. 

B. Auxiliary, Instant-On, Quartz System:  Automatically switches quartz lamp on when 
fixture is initially energized and when momentary power outages occur.  Automatically 
turns quartz lamp off when high-intensity-discharge lamp reaches approximately 60 
percent light outpu 

 

2.6 HIGH-INTENSITY-DISCHARGE LAMPS 

A. Metal-Halide Lamps:  ANSI C78.1372, wattage and burning position as scheduled, 
CRI 65 (minimum), and color temperature 4000. 

2.7 FACTORY FINISHES 
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A. Field Painting Finish:  Manufacturer's standard prime-coat finish ready for field painting. 

B. Finish:  Manufacturer's standard paint applied to factory-assembled and -tested 
luminaire before shipping.  Where indicated, match process and color of pole or 
support materials specified in Division 2 Section "Lighting Poles and Standards." 

C. Factory-Painted Finish for Steel Luminaires:  Comply with NAAMM's "Metal Finishes 
Manual for Architectural and Metal Products" for recommendations for applying and 
designating finishes. 

1. Surface Preparation:  Clean surfaces to comply with SSPC-SP 1, "Solvent 
Cleaning," to remove dirt, oil, grease, and other contaminants that could impair 
paint bond.  Grind welds and polish surfaces to a smooth, even finish.  Remove 
mill scale and rust, if present, from uncoated steel, complying with SSPC-
SP 5/NACE No. 1, "White Metal Blast Cleaning," or SSPC-SP 8, "Pickling." 

2. Interior Surfaces:  Apply one coat of bituminous paint on interior of pole, or 
otherwise treat to prevent corrosion. 

3. Exterior Surfaces:  Manufacturer's standard finish consisting of one or more 
coats of primer and two finish coats of high-gloss, high-build polyurethane 
enamel. 
a. Color:  Match Architect's sample of manufacturer's standard  color. 

D. Factory-Applied Finish for Aluminum Luminaires:  Comply with NAAMM's "Metal 
Finishes Manual for Architectural and Metal Products" for recommendations for 
applying and designating finishes. 

1. Finish designations prefixed by AA comply with the system established by the 
Aluminum Association for designating aluminum finishes. 

2. Natural Satin Finish:  Provide fine, directional, medium satin polish (AA-M32); 
buff complying with AA-M20; and seal aluminum surfaces with clear, hard-coat 
wax. 

3. Class I, Color Anodic Finish:  AA-M32C22A42/A44 (Mechanical Finish:  medium 
satin; Chemical Finish:  etched, medium matte; Anodic Coating:  Architectural 
Class I, integrally colored or electrolytically deposited color coating 0.018 mm or 
thicker) complying with AAMA 611. 

a. Color:  As required by Architect. 

4. Gold Anodic Finish:  AA-M32C22A43 (Mechanical Finish:  medium satin; 
Chemical Finish:  etched, medium matte; Anodic Coating:  Architectural Class I, 
impregnated color coating 0.018 mm or thicker) complying with AAMA 611. 

2.8 SOURCE QUALITY CONTROL 

A. Provide services of a qualified, independent testing and inspecting agency to factory 
test luminaires with ballasts and lamps; certify results for isofootcandle curves, zonal 
lumen, average and minimum ratios, and electrical and energy-efficiency data for 
ballasts. 
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B. Factory test fixtures with ballasts and lamps; certify results for isofootcandle curves, 
zonal lumen, average and minimum ratios, and electrical and energy-efficiency data for 
ballasts. 

PART 3 - EXECUTION 

3.1 INSTALLATION 

A. Install lamps in each fixture. 

B. Luminaire Attachment:  Fasten to indicated structural supports. 

C. Adjust luminaires that require field adjustment or aiming. 

3.2 CONNECTIONS 

A. Tighten electrical connectors and terminals according to manufacturer's published 
torque-tightening values.  If manufacturer's torque values are not indicated, use those 
specified in UL 486A and UL 486B. 

3.3 FIELD QUALITY CONTROL 

A. Inspect each installed fixture for damage.  Replace damaged fixtures and components. 

B. Tests and Observations:  Verify normal operation of lighting units after installing 
luminaires and energizing circuits with normal power source.  Measure light intensities 
at night.  Use photometers with calibration referenced to NIST standards.  Comply with 
the following IESNA testing guide(s): 

1. IESNA LM-5. 
2. IESNA LM-50. 
3. IESNA LM-52. 
4. IESNA LM-64. 
5. IESNA LM-72. 

C. Prepare a written report of tests, inspections, observations, and verifications indicating 
and interpreting results.  If adjustments are made to lighting system, retest to 
demonstrate compliance with standards. 

END OF SECTION 16521 
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